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VA hires the best consultants in the country and yet we experience repeated errors and omissions on every project. Incomplete or incorrect asbestos abatement reports may cause costly project delays.  Please review the list below and make sure you do not make these mistakes.  

	Asbestos Abatement, Design Development Phase:


Final asbestos abatement reports often fail to identify asbestos in the areas listed below.  Ensure the following areas are thoroughly looked at on your project:
·  Lay-in ceilings often conceal older plaster ceilings, containing or concealing asbestos;

· Behind finished walls and blocked windows from previous renovations

· Inside chases and walls;

· Old transit water piping and ductwork;

· Behind metal housing  of radiators;

· Roof felts and mastics;

· Below window sills;

· Water and sewer lines including abandoned lines;

· Electrical conduit insulation;

· Crawl spaces;

· Floor tiles and mastic including tiles covered by walls and case work; 

· Carpets and adhesives adhered to older VAT floor tiles; 

· Contaminated soil in crawl spaces from previous renovations;

· Exterior insulated metal wall panels;
· Around underground fuel tanks; and
· Steam trench cover insulation.
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