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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Cardiovascular Laboratories


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAINS
	CEILING
	DOOR SYMBOL
	H.W. NO.

	Administration:

	Office, Chief, Cardiology
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Chief, Cardiac Catheterization
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Chief, Non‑Invasive Cardiology
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Physician
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Office, Secretary/ Reception
	CP
	RB
	GWB
	
	AT
	1/2 S/Open
	23

	Waiting
	CP
	RB
	GWB
	
	AT
	Open
	23

	Office, Nurse/ Technician
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Consultation, Viewing, Teaching Room
	CP
	RB
	GWB

	
	AT/GWB
 Lay‑in Panels in Grid
	1/2 V‑T
	23

	Educational Facilities:

	Office, Residents/ Fellows
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Student Study Cubicle
	CP
	RB
	GWB
	
	AT

	1/2 U‑T 
	17

	Housekeeping Aids Closet
	CT
	CT
	GWB (SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	Non‑Invasive Cardiovascular Laboratories:

	Electrocardiography (ECG) Computer Service:

	Computer Room & Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S
	45

	Reading Room
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	52

	Electrocardiographic Patient Testing:

	ECG Cubicle & Dressing Area
	VCT
	RB
	GWB
	
	AT
	1/2 S
	52

	Waiting Space
	VCT
	RB
	GWB
	
	AT
	Open
	

	Storage Alcove
	Match Corridor Finishes

	Pacemaker/Holter Monitor Technology Room
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	67

	Echocardiography Area:


	Exam Room
	VCT
	RB
	GWB
	
	AT
	1/2 V
	67

	Waiting Space
	CP
	RB
	GWB
	
	AT
	1/2 V‑T
	52

	Cardiac Nuclear PRIVATE 

Imaging

	VCT
	RB
	GWB

	
	AT

	1/2  SS-T
	72

	Exercise Room
	VCT
	RB
	GWB
	
	AT
	1/2 V
	67

	Invasive Cardiovascular Labs and Electrophysiology Study:

	Waiting Space
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	52

	Entrance and Patient Holding
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	69

	Scrub Room
	WSF
	WSF
	GWB (SC)

	
	GWB
	15 S‑V
	106

	Cardiac Catheterization Laboratory:

	Procedures Room
	WSF
	WSF
	GWB (SC)

	
	GWB
	15 SS‑V
	109

	Data Gathering Room
	WSF
	WSF
	GWB (SC)

	
	GWB
	15 S‑V
	108

	Blood Gas Analysis Laboratory
	WSF
	WSF
	GWB (SC)
	
	AT (SP)
	1/2 S‑T
	67

	Cine Film Viewing and Storage Room
	WSF
	WSF
	GWB
	
	AT (SP)
	1/2 S‑T
	67

	Darkroom & Unexposed Film Storage
	WSF
	WSF
	GWB (SC)
	
	GWB
	Revolving 
Dark Room Door
	

	Housekeeping Aids Closet
	CT
	CT
	GWB (SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	Clean Utility Room
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	11/12 V
	45

	Soiled Utility Room
	RSF
	RB
	GWB (SC)
	
	AT (SP)
	11/12 V
	45

	Staff Facilities LLTS
	CT
	CT
	GWB
	CT 4'0"
	GWB
	1/2 S
	67

	Cardiac Catheterization Computer Room
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	1/2 S‑T
	45

	Office, Chief Nurse/ Technician
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	1/2 S
	23

	Electrophysiology Study:

	Control & Observation Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	15 S‑T
	108

	Procedures Room

	WSF
	WSF
	GWB (SC)
	
	GWB
	15 SS‑T
	72

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T
	6



� See Construction Standard 34-1, "Noise Transmission Control".


� See Construction Standard 34-1, "Noise Transmission Control".


� See Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See Architectural Design Manual, X-Ray Radiation Shielding and Special Control Room Requirements".


� See Architectural Design Manual, X-Ray Radiation Shielding and Special Control Room Requirements".


� See Architectural Design Manual, X-Ray Radiation Shielding and Special Control Room Requirements".


� See VA Architectural Standard Detail No. 24 for shielding.


� See VA Architectural Standard Detail No. 24 for shielding.


� See VA Architectural Standard Detail No. 24 for shielding.


� See Architectural Standard Detail No. 24 for shielding.


� See Section II, "Doors and Hardware".
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