Department of 
Program Guide PG-18-14

Veterans Affairs
Chapter ‑ 233

Washington, DC  20420
Date:  February 2003
ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Eye Clinic


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAINS
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Examination/ Treatment Room
	VCT
	RB
	GWB/W

	
	AT
	1/2 V
	52

	Reception, Clerk,
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Files
	
	
	
	
	
	
	

	Patients Waiting Area
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T/ Open
	23

	Visual Fields Room
	VCT
	RB
	GWB
	
	AT
	1/2 V
	52

	Darkroom Adaptation Room
	VCT
	RB
	GWB
	
	AT
	1/2 S‑M
	52

	Photo Darkroom
	VCT
	RB
	GWB
	
	AT
	1/2 S‑M
	52

	Chief, Opthamologist PRIVATE 

Office/ Consultation 

Room
	CP
	RB 
	GWB‑W
	
	AT
	1/2 S
	52 

	Opthamologist Office
	CP
	RB 
	GWB‑W
	
	AT
	1/2 S
	23

	Resident's Office
	CP
	RB 
	GWB‑W
	
	AT
	1/2 S
	23

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T
	6



� See VA Construction Standard 34�1, "Noise Transmission Control".


� See Section II, "Doors and Hardware".
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