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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Pharmacy


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administration:

	Office ‑ Chief
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	52

	Office ‑ Secretary/ Waiting
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Office ‑ Assistant/ Associate Chief
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Office ‑ Supervisor Pharmacist
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Office ‑ Clerical
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Inpatient Pharmacy
	
	
	
	
	
	36 S

	157

	Dispensing Station
	CP
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Unit Dose
	CP
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Ward Stock or Automatic Replenisher
	CP
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Medication Assignment Area
	CP
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Controlled Substance Vault and Secured Dispensing Area
	
	
	
	
	
	30 U

	157

	Vault

	CP
	RB
	GWB

	
	AT

	 ‑‑‑ 
	

	Secured Dispensing

	CP
	RB
	GWB
	
	AT

	 ‑‑‑
	

	Storage, Flammable

	VCT
	RB
	GWB
	
	AT
	 
	

	Receiving Area
	
	
	
	
	
	36 V

	157

	Breakdown and Verification Area
	VCT
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Inventory Control/ Stock Management Clerk
	VCT
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Extemporaneous Repackaging
	VCT/CP
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Extemporaneous Compounding
	VCT/CP
	RB
	GWB
	
	AT
	 1/2 S‑T
	67

	Stat Counter
	VCT/CP
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Intraveneous Admixture and Aseptic Transfer Room
	CT
	CT
	GWB
	
	AT (SP)
	1/2 V‑T
	67

	Freezer Space
	Prefabricated

	Storage Sterile Fluids and Admixture Sets
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	45

	Refrigeration/ Freezer Area
	Prefabricated

	Storage, Active
	VCT
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Storage, Cart
	VCT
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Storage, Poison Control
	VCT
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Outpatient Pharmacy:


	Prescription Receiving
	CP
	RB
	GWB

	
	AT
	36 V
	157

	Filing and Assembly
	CP
	RB
	GWB
	
	AT
	Open
	

	Dispensing
	CP
	RB
	GWB

	
	AT
	Open
	

	Active Storage
	CP
	RB
	GWB
	
	AT
	Open
	

	Prepackaging
	CP
	RB
	GWB
	
	AT
	
	

	Controlled Substances Storage and Secured Dispensing Area

	VCT
	RB
	GWB

	
	GWB

	30 U
	157

	Storage, Flammable
	VCT
	RB
	GWB
	
	AT
	11/12 S
	157

	Extemporaneous Compounding
	VCT/CP
	RB
	GWB
	
	AT 
	36 S
	157

	Mail Out
	VCT/CP
	RB
	GWB
	
	AT
	36 U
	157

	Refrigeration/ Freezer Area
	Prefabricated Unit

	Drug Receiving:

	Breakdown and Verification Area
	VCT/CP
	RB
	GWB

	
	AT

	36 V
	157

	Inventory Control/ Stock Management Clerk
	VCT/CP
	RB
	GWB
	
	AT
	
	

	Storage, Prosthetic and Medical Supplies
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	157

	Consultation Room
	CP
	RB
	GWB

	
	AT
 Lay‑in Panels in Grid
`
	1/2 S
	45

	Waiting Area
	CP
	RB
	GWB
	
	AT
	Open
	‑‑‑

	Specialized Programs Education:

	Office, Clinical Pharmacy Teaching Coordinator
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Pharmaceutical Experimentation Laboratory
	CP
	RB
	GWB
	
	AT
	1/2 V‑T
	13

	Conference/Classroom
	CP
	RB
	GWB
,

	
	AT

	1/2 U‑T
	52

	Drug Information Service
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	52

	Study Cubicle
	Prefabricated

	Radiopharmacy
	See Chapter 252, Nuclear Medicine

	Drug Dependency Treatment Clinic:

	Prepackaging
	VCT/CP
	RB
	GWB
	
	AT 
	‑‑‑
	

	Receiving and Storage
	VCT/CP
	RB
	GWB
	
	AT 
	36 V
	157

	Record Control
	VCT/CP
	RB
	GWB
	
	AT 
	‑‑‑
	

	Consultation Room
	CP
	RB
	GWB

	
	AT/GWB Lay‑in Panels in Grid

	1/2 S
	45

	Investigational Drugs:

	Administrative Work Area
	CP
	RB
	GWB
	
	AT
	1/2 S‑T/ Open
	52

	Storage, Investigational Drugs
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	43

	Oncology Drugs
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	13

	Preparation Area
	VCT
	RB
	GWB
	
	AT
	‑‑‑ 
	

	Reference Area
	VCT
	RB
	GWB
	
	AT
	‑‑‑ 
	

	Storage and Clean/    Decontamination Area
	VCT
	RB
	GWB
	
	AT
	1/2 S 
	13

	Medication Preparation Areas:

	Unit Dose Dispensing
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	

	Stat Counter
	VCT
	RB
	GWB
	
	AT
	 ‑‑‑ 
	

	Support Area
	VCT
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Drug Utilization Review Area
	VCT
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Data Processing Area:

	Work Station
	VCT/CP
	RB
	GWB
	
	AT
	 ‑‑‑
	

	Housekeeping Aids Closet
	CT
	CT
	GWB (SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	Staff Lockers, Lounge & Toilets
	See Chapter 410

	Spinal Cord Injury Nursing Unit Outpatient Pharmacy:
	See Chapter 104

	Corridor
	VCT
	RB
	GWB

	
	AT
	9/10
 VV‑T
	6



PRIVATE 

� See Construction Standard CD�49, "Physical Security Requirements and Options".
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� See Construction Standard 34-1, "Noise Transmission Control".
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� Provide acoustical/tackable wall fabric on one wall.
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� Perimeter corridor full height walls.


� See Section II Doors and Hardware for corridor door and hardware information.


� See Section II Doors and Hardware for corridor door and hardware information.






Page 1 of 5


