Department of 
Program Guide PG-18-14

Veterans Affairs
Chapter ‑ 276

Washington, DC  20420
Date:  February 2003
ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Radiology


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administration:

	Office, Chief Radiology
	CP
	RB
	GWB
	
	AT
	1/2 S
	52

	Office, Secretary and Waiting
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Administration Assistant
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Reception
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Staff Physician
	CP 
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Chief Technician
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Education Facilities:

	Office, Resident Intern
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Study Cubicle
	CP
	RB
	GWB

	
	AT

	1/2 U‑T
	

	Conference/Classroom
	CP
	RB
	GWB‑W
,

	
	AT

	1/2 U‑T
	40

	Staff Lockers, Lounges, Toilets, and ShowersPRIVATE 


	See Chapter 410 LLTS

	Main Radiology Suite:



	Radiographic Fluoroscopic Room and Control Area
	VCT
	RB
	GWB

	
	AT
,

	15 W/  15 X

	106

	Dedicated Chest Room and Control Area
	VCT
	RB
	GWB

	
	AT

	15 W/  15 X

	106

	Automated Room (Rapido) and Control Area
	VCT
	RB
	GWB

	
	AT

	15 W/  15 X

	106

	All Other (G.P. Rooms and Control Areas)
	VCT
	RB
	GWB

	
	AT

	15 W/  15 X

	106

	Special Procedures:
	

	Affil. Facilites Appr. Radiology Teaching Programs
	WSF
	WSF
	GWB

	
	AT

	15 W/  15 X

	72

	Special Procedure Support Area:
	

	Anesthesiology Prep. and Recovery Room
	WSF
	WSF
	GWB
	
	AT
	1/2 W‑T
	72

	Scrub Room
	WSF
	WSF
	GWB
	
	AT
	1/2 S‑T/ 15 S
	12

	Viewing Room
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	68

	Film Processing Area
	VCT
	RB
	GWB
	
	GWB
	1/2 S‑M
	69

	Common Viewing Room
	VCT/ CP
	RB
	GWB
	
	AT
	1/2 S‑T
	67

	Multi‑Viewing Area
	VCT/ CP
	RB
	GWB
	
	AT
	1/2 S‑T
	67

	Film Library
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T 
	69

	Barium Prep.
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	69

	Waiting Space
	VCT/ CP
	RB
	GWB
	
	AT
	Open
	‑‑‑

	Wheelchair and Stretcher Waiting Space
	VCT
	RB
	GWB
	
	AT
	Open
	‑‑‑

	Dressing Room
	VCT
	RB
	GWB
	
	AT
	1/2 S
	14

	Toilet Room, Wheelchair
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	14

	Toilet Room, 

Standard
	CT
	CT
	GWB
	CT 

4'0"
	AT
	1/2 S
	14

	Central Silver Coll.
	LM
	LM
	GWB
	
	GWB
	11/12 S‑W
	42

	Unexposed Film and Chemical Storage
	LM
	LM
	GWB
	
	GWB
	1/2 S‑T
	76

	Clean Utility Room
	VCT
	RB
	GWB
	
	AT (SP)
	11/12 V‑W
	42

	Soiled Utility Room
	VCT
	RB
	GWB
	
	AT (SP)
	11/12 V‑W
	42

	Housekeeping Aids 

Closet
	CT
	CT
	GWB (SC)
	CT 

4'0"
	AT (SP)
	1/2 T
	13

	Equipment Storage
	VCT
	RB
	GWB
	
	AT 
	11/12 SS‑W/

11/12 V‑W
	64

42

	Corridors
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T
	82



� See VA Construction Standard 34�1 for sound control requirements.


� See VA Construction Standard 34�1 for sound control requirements.


� See VA Construction Standard 34�1 for sound control requirements.


� Provide acoustical/tackable wall fabric on one wall.


� See VA Construction Standard 34�1for sound control requirements


� See Architectural Design Manual, "X�Ray Radiation Shielding and Special Control Room Requirements".


� See VA Construction Standard 34�1 for sound control requirements.


� 2' x 2' acoustic tile to be used in these areas.


� X Width Door to be used where VAMC includes an SCI Unit.


� See Architectural Design Manual, "X�Ray Radiation Shielding and Special Control Room Requirements".


� 2' x 2' acoustic tile to be used in these areas.


� X Width Door to be used where VAMC includes an SCI Unit.


� See Architectural Design Manual, "X�Ray Radiation Shielding and Special Control Room Requirements".


� 2' x 2' acoustic tile to be used in these areas.


� X Width Door to be used where VAMC includes an SCI Unit.


� See Architectural Design Manual, "X�Ray Radiation Shielding and Special Control Room Requirements".


� 2' x 2' acoustic tile to be used in these areas.


� X Width Door to be used where VAMC includes an SCI Unit.


� See Architectural Design Manual, "X�Ray Radiation Shielding and Special Control Room Requirements".


� 2' x 2' acoustic tile to be used in these areas.


� X Width Door to be used where VAMC includes an SCI Unit.


� See Section II, "Doors and Hardware".
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