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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Radiation Therapy Unit


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administration:

	Office, Chief Radiation Therapy
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	52

	Office, Staff Physician
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Prof. Non‑Physician
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Office, Secretary Waiting
	CP
	RB
	GWB/W
	
	AT
	1/2 S‑T/ Open
	23

	Clerical Employee
	CP
	RB
	GWB
	
	AT
	1/2 S‑T/ Open
	‑‑‑

	Reception & Control Counter
	CP
	RB
	GWB/W
	
	AT
	Open
	‑‑‑

	Office, Nurse
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Office, Technologist Supervisor
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Office, Resident Physicians
	CP
	RB
	GWB/W
	
	AT
	1/2 S‑T 
	23

	Patients Records Filing
	VCT
	RB
	GWB
	
	AT
	11/12 S‑W
	42

	Viewing & Consultation Room
	CP
	RB
	GWB

	
	AT

	1/2 S‑T
	52

	Staff Lockers & Lounges
	See Chapter 410, LLTS

	Storage Room 
	VCT
	RB
	GWB
	
	AT
	11/12 S‑W
	42

	Toilet Room, Staff
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Exam Area:

	Exam Room
	VCT
	RB
	GWB

	
	AT

	1/2 V
	69

	Dressing Room
	VCT
	RB
	GWB
	
	AT
	1/2 S
	14

	General Waiting Space
	VCT/ CP
	RB
	GWB/W
	
	AT
	Open
	

	Stretcher Waiting
	VCT
	RB
	GWB
	
	AT
	Open
	

	Toilet Room, Wheelchair
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	14

	Treatment Planning Unit:

	Simulator Unit
	VCT
	RB
	GWB

	
	AT
	17 W
	106

	Control Area
	VCT
	RB
	GWB

	
	AT
	Open
	

	Film Processing 
	VCT
	RB
	GWB
	
	GWB
	1/2 S‑M or PRIVATE 

Revolving Dark Room Door
	69

	Mold Room
	VCT
	RB
	GWB
	
	AT
	11/12 V‑T
	42

	Planning Ultrasound Unit
	VCT
	RB
	GWB
	
	AT
	1/2 W‑T
	69

	Treatment Planning Computer Room
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	67

	Treatment Area:

	Superficial Therapy Unit & Controls
	VCT
	RB
	GWB
	
	AT
	15 W
	106

	Orthovoltage Therapy Unit

	VCT
	RB
	GWB

	
	AT
	17 W
	106

	Control Area
	VCT
	RB
	GWB
	
	AT
	Open
	

	Supervoltage Unit (Cobalt 60)

	VCT 
	RB
	GWB

	
	AT
	17X Motor Operated
	119

	Megavoltage Unit
 Linear Accelerator
	VCT 
	RB
	GWB

	
	AT
	17 X 
	119

	Patient Pre-treatment Room 
,

	VCT 
	RB
	GWB

	
	AT
	1/2 W
	69

	Radium Sealed Source Room 
	LM
	LM
	GWB

	
	AT

	1/2 W/ 15W

	69

106

	Physics Laboratory
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	69

	Stretcher/ Wheelchair Storage
	VCT
	RB
	GWB

	
	AT
	1/2 U
	69

	Clean Utility/ Supplies Room
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	1/2 U
	69

	Soiled Utility/ Supplies Room
	RSF
	RB
	GWB (SC)
	
	AT (SP)
	11/12 U
	42

	Housekeeping Aids Closet (HAC)
	CT
	CT
	GWB (SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T

ADO

	126



� See VA Construction Standard 34�1, "Noise Transmission Control".


� See VA Construction Standard 34�1, "Noise Transmission Control".


� See VA Construction Standard 34�1, "Noise Transmission Control".


� See VA Construction Standard 34�1, "Noise Transmission Control".


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual for radiation shielding requirements.


� See Architectural Design Manual, "Electromagnetic Shielding".


� See Architectural Design Manual, "Electromagnetic Shielding".


� See Architectural Design Manual, "Electromagnetic Shielding".


� See Architectural Design Manual, "Electromagnetic Shielding".


� See Architectural Design Manual, "Electromagnetic Shielding".


� Provide wall guards and bumper guards in this room.


� Automatic Door Opener:  See Architectural Design Manual, "Automatic Doors".


� See Section II, "Doors and Hardware".
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