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SECTION 28 26 00
Electronic Personal Protection system (epps)

PART 1 – GENERAL
1.1 DESCRIPTION

Provide and install complete Duress-Panic Alarms, Emergency Phones/ Call-Boxes, and Intercom Systems, hereafter referred to as EPPS System.
1.2 Related Work

A.
For firestopping application and use, Section 07 84 00, FIRESTOPPING.
B.
For labeling and signs, Section 10 14 00, SIGNAGE.

C.
For parking equipment requirements, Section 11 12 00, PARKING CONTROL EQUIPMENT.

D.
For connections, Section 26 05 21, LOW-VOLTAGE ELECTRICAL POWER CONDUCTORS AND CABLES (600 VOLTS AND BELOW). 

E.
For infrastructure, Section 26 05 36, CABLE TRAYS FOR ELECTRICAL SYSTEMS.
F.
For other communication systems, Section 27 05 11, REQUIREMENTS FOR COMMUNICATIONS INSTALLATIONS.
G.
For grounding of equipment, Section 27 05 26, GROUNDING AND BONDING FOR COMMUNICATIONS SYSTEMS.
H.
For infrastructure, Section 26 05 33, RACEWAY AND BOXES FOR ELCTRICAL SYSTEMS.

I.
For cabling requirements, Section 27 15 00, COMMUNICATIONS HORIZONTAL CABLING.

J.
For routing requirements, Section 27 31 00, VOICE COMMUNICATIONS SWITCHING AND ROUTING EQUIPMENT.

K.
For integration with PACS, Section 28 13 11, PHYSICAL ACCESS CONTROL SYSTEM (PACS).

L.
For integration with IDS, Section 28 16 11, INTRUSION DETECTION SYSTEM (IDS).
M.
For security cameras, Section 28 23 00, VIDEO SURVEILLANCE. 

N.
For monitoring of equipment, Section 28 13 16, ACCESS CONTROL SYSTEM AND DATABASE MANAGEMENT.

O.
For Warranty of Construction, Section 00 72 00, GENERAL CONDITIONS.

P.
For General Requirements, Section 01 00 00, GENERAL REQUIREMENTS.

1.3 QUALITY ASSURANCE
A.
The Contractor shall be responsible for providing, installing, and the operation of the EPPS System as shown. The Contractor shall also provide certification as required. 

B.
The security system shall be installed and tested to ensure all components are fully compatible as a system and can be integrated with all associated security subsystems, whether the security system is stand-alone or a part of a complete Information Technology (IT) computer network.

C.
The Contractor or security sub-contractor shall be a licensed security Contractor as required within the state or jurisdiction of where the installation work is being conducted. 

1.4 SUBMITTALS 
Spec Note: Delete and/or amend all paragraphs and sub-paragraphs and information as needed to ensure that only the documentation required is requested per the Request for Proposal (RFP).
A.
Submit below items in conjunction with Master Specification Sections 01 33 23, SHOP DRAWING, PRODUCT DATA, AND SAMPLES, and Section 02 41 00, DEMOLITION.

B.
Provide certificates of compliance with Section 1.3, Quality Assurance.

C.
Provide a pre-installation and as-built design package in both electronic format and on paper, minimum size 48 x 48 inches (1220 x 1220 millimeters); drawing submittals shall be per the established project schedule.

D.
Pre-installation design and as-built packages shall include, but not be limited to:

1.
Index Sheet that shall:

a.
Define each page of the design package to include facility name, building name, floor, and sheet number.

b.
Provide a list of all security abbreviations and symbols. 

c.
Reference all general notes that are utilized within the design package.

d.
Specification and scope of work pages for all security systems that are applicable to the design package that will: 

1)
Outline all general and job specific work required within the design package.

2)
Provide a device identification table outlining device Identification (ID) and use for all security systems equipment utilized in the design package.

2.
Drawing sheets that will be plotted on the individual floor plans or site plans shall:

a.
Include a title block as defined above. 

b.
Define the drawings scale in both standard and metric measurements. 

c.
Provide device identification and location. 

d.
Address all signal and power conduit runs and sizes that are associated with the design of the electronic security system and other security elements (e.g., barriers, etc.). 

e.
Identify all pull box and conduit locations, sizes, and fill capacities.

f.
Address all general and drawing specific notes for a particular drawing sheet.

3.
A riser drawing for each applicable security subsystem shall: 

a.
Indicate the sequence of operation. 

b.
Relationship of integrated components on one diagram. 

c.
Include the number, size, identification, and maximum lengths of interconnecting wires. 

d.
Wire/cable types shall be defined by a wire and cable schedule. The schedule shall utilize a lettering system that will correspond to the wire/cable it represents (example: A = 18 AWG/1 Pair Twisted, Unshielded). This schedule shall also provide the manufacturer’s name and part number for the wire/cable being installed.

4.
A system drawing for each applicable security system shall: 

a.
Identify how all equipment within the system, from main panel to device, shall be laid out and connected. 

b.
Provide full detail of all system components wiring from point-to-point.  

c.
Identify wire types utilized for connection, interconnection with associate security subsystems.  

d.
Show device locations that correspond to the floor plans. 

e.
All general and drawing specific notes shall be included with the system drawings. 

5.
A schedule for all of the applicable security subsystems shall be included. All schedules shall provide the following information:

a.
Device ID.

b.
Device Location (e.g. site, building, floor, room number, location, and description).

c.
Mounting type (e.g. flush, wall, surface, etc.).

d.
Power supply or circuit breaker and power panel number.

6.
Detail and elevation drawings for all devices that define how they were installed and mounted.

E.
Pre-installation design packages shall be reviewed by the Contractor along with a VA representative to ensure all work has been clearly defined and completed. All reviews shall be conducted in accordance with the project schedule. There shall be four (4) stages to the review process:

1.
35 percent

2.
65 percent

3.
90 percent

4.
100 percent

F.
Provide manufacturer security system product cut-sheets. Submit for approval at least 30 days prior to commencement of formal testing, a Security System Operational Test Plan. Include procedures for operational testing of each component and security subsystem, to include performance of an integrated system test.

G.
Submit manufacture’s certification of Underwriters Laboratories, Inc. (UL) listing as specified. Provide all maintenance and operating manuals per the VA General Requirements, Section 01 00 00, GENERAL REQUIREMENTS. 

1.5 PUBLICATIONS
A.
The publications listed below (including amendments, addenda, revisions, supplement, and errata) form a part of this specification to the extent referenced. The publications are referenced in the text by the basic designation only.
B.
American National Standards Institute (ANSI):
ANSI S3.2-99
Method for measuring the Intelligibility of Speech over Communications Systems 

C.
Department of Justice American Disability Act (ADA)

28 CFR Part 36
ADA Standards for Accessible Design
D.
National Fire Protection Association (NFPA):

70-05
National Electrical Code
E.
National Electrical Manufactures Association (NEMA)

250-03
Enclosures for Electrical Equipment (1000 Volts Maximum)

F.
Underwriters Laboratories, Inc. (UL):

305-00
Standard for Panic Hardware

444-02
Communications Cables

636-95
Standard for Holdup Alarm Units and Systems

G.
Uniform Federal Accessibility Standards (UFAS), 1984

1.6 warranty of construction.


Warrant EPPS System work subject to the Article “Warranty of Construction” of FAR clause 52.246-21.

PART 2 – PRODUCTS

SPEC WRITER NOTE: Delete or amend all paragraphs and sub-paragraphs as needed to ensure that only the equipment required per the Request for Proposal (RFP) is provided.
2.1 equipment and materials

A.
General: 

1.
All equipment shall be rated for continuous operation.  Environmental conditions (i.e. temperature, humidity, wind, and seismic activity) shall be taken under consideration at each facility and site location prior to installation of the equipment.

2.
All equipment shall operate on a 120 or 240 volts alternating current (VAC); 50 hertz (Hz) or 60 Hz Alternating Current (AC) power system unless documented otherwise in subsequent sections listed within this spec. All equipment shall have a battery back-up source of power that will provide 12 hours (hrs.) of run time in the event of a loss of primary power to the security systems until a backup generator comes on-line. 

3.
The EPPS systems shall be designed, installed, and programmed in a manner that will allow for easy of operation, programming, servicing, maintenance, testing, and upgrading of the system.

4.
All EPPS components located in designated “HAZARDOUS ENVIRONMENT” areas where fire or explosion could occur due to the presence of natural gases or vapors, flammable liquids, combustible residue, or ignitable fibers or debris, shall be rated Class II, Division I, Group F, and installed in accordance with National Fire Protection Association (NFPA) 70, National Electrical Code Chapter 5.

5.
The Contractor shall provide the Contracting Officer with written verification, that the type of wire/cable being provided is recommended and approved by the OEM. Cabling shall meet the interconnecting wiring requirements of NFPA 70, National Electrical Code. The Contractor is responsible for providing the correct protection cable duct and/or conduit and wiring. 

6.
When interfacing with other communications or security subsystems the Contractor shall utilize interfacing methods that are approved by the Contracting Officer. At a minimum, an acceptable interfacing method requires not only a physical and mechanical connection; but also a matching of signal, voltage, and processing levels with regard to signal quality and impedance. The interface point must adhere to all standards described herein. 
7.
Systems shall be scaleable, not vendor specific, and allow expansion as required. 

8.
Wireless systems shall use ultrasonic, infrared and radio frequency waves to link distributed transmitters and receivers. Specific characteristics of particular facility will determine best application. Contractor is responsible for determining best system using prediction program to determine where readable signals can be obtained and identify “dead spots”. 

9.
All hardwired alarms, switches, and junction boxes shall be protected from tampering and include line supervision. 

10.
The installation and placement of intercom units and emergency-call boxes in strategic locations shall also require that signage be posted near these devices. The signage, in accordance with Section 10 14 00, SIGNAGE shall communicate the location of the device and its unique identification number, and brief instruction on how to access/use the device. The signage may appear on the device, on a pole or wall near the device location and shall be printed in a manner that is easily read during daylight and hours of darkness.    
2.2 Equipment Items

A.
All systems shall be designed to provide continuous electrical supervision of the complete and entire system. 

B.
Noise filters and surge protectors shall be provided for all intercommunications equipment to ensure protection from primary AC power surges and to ensure noise interference is not induced into low voltage data circuits.
C.
All alarm and initiating and signaling circuits shall be supervised for open circuits, short circuits, and system grounds. Main and Uninterrupted Power Supply (UPS) power circuits shall be supervised for any change in operating conditions (e.g. low battery, primary to back up battery, and UPS online). When an open, short or ground occurs in any system circuit, an audible and visual fault alarm signal shall be initiated at the master control station and all remote locations. 
D.
Control Unit: Shall consist of the components to constantly monitor and verify alarm activation; identify zone of activation and location of activation. 

E.
Audible Signal Device for Duress-Panic: Provides alarm activation and audible sound for alarms, as well as supervisory and trouble signals that shall be distinctive. 

F.
Assessment: This capability shall consist of electronic devices required to visually and audibly verify the validity of alarms. Assessment also includes providing indication of tampering, fail-safe, low battery, and power losses.

G.
Alarm Monitoring and Reporting: Shall annunciate information to at least two (2) separate locations. The alarms shall maintain the capability to respond with local and remote visible and audible signals upon activation of an alarm. The alarms shall have the capability of operating in a silent mode, alerting personnel monitoring the system that the device has been activated. 

H. The intercom and emergency call-box systems shall be provided with normally acceptable speech intelligibility, defined as a score of at least 70% in accordance with ANSI S3.2

I.
Master Stations for Emergency Call Box and Security Intercoms: 

1.
All master stations shall have a "call-in" switch to provide an audible and visual indication of incoming calls from remote stations. Individual visual indication shall identify the calling station and status, and remain actuated until a call is answered by a master station.
2.
Master stations shall be equipped with a handset with a switch for private conversations.

3.
Intercom master stations shall also have an all-call feature, and have the ability to receive video from a video intercom unit.

4.
Master stations shall have the capability to selectively communicate with any remote station by actuating assigned station number on a keypad or select button for that station. 

5.
Master stations may be standalone or can be integrated with the Access Control System and Database Management. The Contractor will be responsible for the integration of the Master station with the Access Control System and Database Management in accordance with OEM instructions and Section 28 13 16, ACCESS CONTROL SYSTEM AMD DATABASE MANAGEMENT.

J.
Duress-Panic Alarms: 

1.
Housing shall be a rugged corrosion-resistant housing of stainless steel or Acrylonitrile Butadiene Styrene (ABS) molded plastic or similar material that is weather and dust proof. 

2.
Actuating device shall include a minimum of a plunger button whose head is recessed from the face/front edge of the housing and be designed to avoid accidental activation using switch guard or multiple buttons (i.e., requires pressing two (2) buttons simultaneously) 

3.
Wireless stationary devices will meet the same specifications as Personal Duress/Panic Alarms.

4.
Alarm switch/button shall lock-in upon activation until manually reset with key or manufacture provided device. 

5.
The switch shall be a positive-acting, double-pole, and double-throw switch.

6.
Duress/Panic alarms shall meet UL 305 Standard for Panic Alarms.  To reduce the possibility of false alarms and ensure installation functionality UL 636 Standard for Holdup Alarms standards shall be met. 

7.
Alarms used for concealed application requires silent alarm notification to a monitoring station. They shall annunciate at the Access Control System and Database Management, monitored by a central station or direct connect to local police, depending on local ordinance requirements. 

8.
Shall be capable of being mounted for hand or foot use in a manner that is unable to be viewed by the public. Larger systems use a computer that intercepts and processes alarms and displays them on a monitor. The central computer can make an announcement over facility hand held radios, pagers or telephones, or at the Access Control System and Database Management so that the other security personnel can be immediately notified. These systems shall be hardwired. 

9.
Components:

a.
Transmitter

b.
Locator subsystem

c.
Receiver

d.
Software

10.
Wiring will be four (4) conductor #18 American Wire Gauge (AWG).

11.
Duress-Panic Alarm Technical Characteristics:
	Temperature Range
	0° to 110°F (-17.8°C to 43.3°C)

	Nominal Voltage
	12 V DC @ 6 mA

	Current
	Max 8 mA

	Operational Voltage
	7 V DC to 15 V DC

	Operational life 
	Rated for 0,000 activations

	Battery Activations
	500

	Actuator 
	Dual button plunger with activation lock

	LED
	Bi-color – on and activated


K.
Personal Duress-Panic Alarm:

1.
These systems are wireless only and can be worn as a belt clip, with a neck lanyard or with a wrist band. These alarms can be either active (manually operated) or passive mode (if detached from body, or body position changes to a prone position) alarm activates. They also provide identification of individual and location. 

2.
Components:
a.
Transmitter

b.
Repeaters (for wireless and increase distance)

c.
Locator subsystem

d.
Receiver

e.
Software

3.
Wireless transmitters shall send a periodic check in signal to the main computer or processor. If the signal is not received according to a definable time window, a supervisory alert will be generated. Wireless devices shall report a low battery condition well in advance to the failure of the battery.

4.
Shall consist of a compact lightweight transmitter enclosed in a durable fire-retardant ABS plastic case that can be easily worn.

5.
Transmitters may use ultrasonic, radio frequency (RF), or infrared (IR) to transmit signals. Each has advantages and disadvantages. Selection of system shall be dependent on defined usage and range of communications required.

6.
Sensors shall be adjustable to activate automatically when mounted on a belt and the user is in a horizontal position for longer than one (1) to fifteen (15) minutes. Adjustment capability shall not be accessible to personnel wearing the panic alarm device. 

7.
Radio frequencies for transmitter will comply with Federal Communication Commission (FCC) regulations.

8.
Radio frequency transmitters will use frequency modulation signal hopping.

9.
Personal Duress-Panic Alarm Technical Characteristics:
	Temperature Range
	0° to 110°F (-17.8°C to 43.3°C)

	Nominal Voltage
	12 V DC @ 6 mA

	Current
	Max 8 mA

	Operational Voltage
	7 V DC to 15 V DC

	Battery Life 
	Regular battery 60 hour duration or Nickel-Metal Hydride (NiMH) rechargeable 12 hrs. 20 hr. per charge

	Battery Lifespan
	500 activations

	Actuator 
	Plunger with activation lock

	LED
	Bi-color – on and activated

	Passive Activation
	Adjustable 

Prone position 1-15 minutes


L.
Emergency Call Box Enclosures: 
1.
Consist of remote call stations, master station and a telephone Private Branch Exchange (PBX). They shall have two-way voice communications. Calls are directed to a pre-programmed extension. These systems are effective for a multi-facility environment or stand-alone facility with a parking structure or large parking lot. In addition, they may contain built-in CCTV system capabilities or can be integrated to work with standalone CCTV systems.   
2.
Emergency Call Boxes will be housed in an National Electric Manufactures Association (NEMA) 250 Enclosures for Electrical Equipment compliant enclosures. Call-box enclosure shall include blue light/or similar strobe mounted behind or on top of the call box: A blue light or color lit strobe shall be activated (e.g. to inform others visually that assistance is required) when the emergency switch/button/phone is pressed/taken off-hook and shall flash for the duration of a call.
3.
The faceplate shall be constantly lit by ultra bright LEDs. 

4.
Enclosure and bracket system shall be designed to resist extreme weather conditions and constructed of weather resistant stainless steel. 

5.
Emergency Call Box Enclosure Technical Characteristics:
	Construction
	Minimum 11 gauge stainless steel

Impact resistant polycarbonate window for lights

	Mounting
	Wall, pole or kiosk

	Power
	120 VAC: 44 Watts Maximum or
24 VDC: 18 Watts Maximum

	Lighting
	Strobe: 1.5 million candlepower 
70 flashes per minute.
Blue Light: 7 watt high efficiency 10,000 hour compact fluorescent.

Faceplate Light: Ultra bright LEDs 100,000 hour lifetime.


M.
Emergency Call Boxes:

1.
Emergency Call Box shall be indoor/outdoor-rated, Uniform Federal Accessibility Standards (UFAS) and Americans with Disability Act (ADA) compliant, and provide hands-free usage. Phone shall also include cast metal raised letter and Braille signage for UFAS/ADA compliance.

2.
Emergency Call Box shall include built-in auto-dialer that dials two (2) numbers: if first number doesn't answer, automatically dials a second number.

3.
The System shall include auto-answer to allow for monitoring and initiating calls with an Emergency Phone.

4.
Emergency Call Box shall use flush mount enclosure (FME,) shall include two (2) piece housing construction with full front lip to allow tight gasket seal between the speakerphone and enclosure. Screws shall be tamper free.
5.
When activated the Emergency Call Box shall automatically place a call to the pre-programmed number(s). If the number is busy it should automatically call a second number.

6.
The electronics enclosure shall be capable of using interchangeable faceplates: a single-button faceplate, a two-button faceplate, or a two-button faceplate with keypad.

7.
The system shall use a “plain old telephone service” (POTS) line or analog PBX and shall be capable of integration with existing CCTV and Access Control System and Database Management via software at the SMS head-end.

8.
Depending on distance and existing phone line capabilities, RF or use of wireless phone connections may be considered. The Contractor and Contracting Officer shall select appropriate system based on facility telecommunication system capabilities and desired system requirements. 

9.
Monitoring/Diagnostic capability at control and monitoring stations shall include the capability to automatically poll each Emergency Call Box, report incoming calls, identify location, and keep permanent records of all events with the use of a Windows based compatible software package and shall also meet the requirements of the Security Management System (SMS). 

10.
If speaker/handset stations are used, lifting the handset shall automatically cut out the loudspeaker in the station and all conversation shall be carried through the handset. Where noise does not exceed 55 dB, hands-free operations may be performed from distances up to 20 feet (ft.) (6.096 m). In higher noise environments only a talk-listen switch shall be utilized.

11.
If system is a hardware type master station it shall be capable of:

a.
LED display of identification code for emergency phones;

b.
Indicate whether call was initiated by pushing button or by an auxiliary device;

c.
Include RJ11 ports for connection to telephone line and standard telephone; and

d.
Powered by 9 VDC, 500mA power supply that connects to 120 volt alternating current (VAC).
12.
System shall include auto-answer to allow security to monitor and initiate calls with Emergency Call Box.

13.
Contractor shall provide the capability to connect up to 8 phones on one (1) phone line while retaining ability to call each phone individually and without affecting performance. System shall also be able to create a closed system without need for any phone lines.
14.
The System shall include the capability to record a message identifying the location of the caller.
15.
It shall remotely be able to adjust speakerphone & microphone sensitivity.

16.
Emergency Call Box Technical Characteristics:
	Construction
	12 gauge (2.8mm) #4 brushed stainless steel face plate

	Operating Temperature
	-4ºF to +149ºF (-20ºC to +65ºC)

	Communication
	2-way hands-free communication

	Digital Capacity
	Up to 18 digits, including pauses, for each of two (2) phone numbers

	Dialing Speed
	Minimum 10 tones per second

	Power Source 
	Phone line powered (requires 20mA at 24 v off-hook)

	Connection
	Parallel tip and ring connected to RJ11 connector for quick installation

	Memory
	Erasable Programmable Read-only Memory (EPROM)

	Circuit Protection
	Lightening suppressed and full wave polarity guarded

	Programming
	Non-volatile EEPROM programming can be done from any telephone.

No battery back-up needed

	Wiring Requirements
	1 twisted-shielded pair (gauge depends on distance)

	Camera
	Option for pin-hole color camera or

Integration with existing CCTV

	LED
	Call confirmation

	Activation
	Sound or 1.5 in. minimum piezoelectric button

	Labeling
	“Push for Help” or “Emergency”


N.
Strobes and Beacon:

1.
Used for visual recognition of device activation once an emergency phone or intercom is activated.  They provide unit identification and quick location of the caller. 

2.
Strobes and Beacons Technical Characteristics:
	STROBE
	

	Input Voltage 
	10.5 – 28 VDC or VAC

	Input Current
	Average 1 amp

	Input Current 
	Peak 3 amp

	Intensity 
	1,000,000 candlepower

	Control Circuit Output
	2 mA max

	Flash Rate
	60 – 75 times per minute

	BEACON 
	

	Input Voltage
	10.5 - 28 VAC or VDC

	Input Current 
	@24.0 : 427 MA


O.
Security Intercoms: 
1.
Shall be utilized to assist in controlling entry to a site, parking lot, facility, main and alternate entries, loading dock areas. They are also used for emergencies. These systems shall have both two-way voice communications and video (CCTV) capabilities built in. Intercoms may also have key-pads that allow for specific call connections or may provide a directory. These systems consist of both remote and master stations. Intercom shall be externally powered for distances over 1,500 feet (457.2 meters) (m) from the master control unit. 

2.
The Intercom shall be programmable from a remote location and have a three number dialing capability per activation button, or include a  keypad for dialing authorized and published extensions. 

3.
The Intercom shall have an internally mounted electronics enclosure and auxiliary power.

4.
The Contractor shall be responsible for integration of intercom with auxiliary output to electronic or magnetic door releases, as well as CCTV, as required.
5.
Security Intercom Technical Characteristics:
	Construction
	12 gauge (2.8mm) #4 brushed stainless steel face plate

	Operating Temperature
	-4ºF to +149ºF (-20ºC to +65ºC)

	Communication
	2-way hands-free communication

	Digital Capacity
	Up to 18 digits, including pauses, for each of two (2) phone numbers

	Dialing Speed
	Minimum 10 tones per second

	Power Source 
	Phone line powered or PBX

	Connection
	Parallel tip and ring connected to RJ11 connector for quick installation

	Memory
	EPROM

	Circuit Protection
	Lightening suppressed and full wave polarity guarded

	Programming
	Non-volatile EEPROM programming can be done from any telephone.

No battery back-up needed

	Wiring Requirements
	1 twisted-shielded pair (gauge depends on distance)

	Camera
	Option for pin-hole color camera or

Integration with existing CCTV

	LED
	Call confirmation

	Activation
	1.5 in. (38.1mm) minimum piezoelectric button

	Labeling
	“Information” or “Help”


2.3 INSTALLATION KIT

A.
General: A kit shall be provided that, at a minimum, includes all connectors and terminals, labeling systems, barrier strips, wiring blocks or wire wrap terminals, heat shrink tubing, cable ties, solder, hangers, clamps, bolts, etc., required to accomplish a neat and secure installation. Unfinished or unlabeled wire connections will not be allowed. Contractor shall turn over to the Contracting Officer all unused and partially opened installation kit boxes, coaxial cable reels, conduit, cable tray, and/or cable duct bundles, wire rolls, and physical installation hardware. This is an acceptable alternate to the individual spare equipment requirement as long as the minimum spare items are provided in this count. The following installation sub-kits are required as a minimum:

B.
System Grounding:

1.
The grounding kit shall include all cable in accordance with UL 444 Communications Cables, and installation hardware required. All grounding will be according to the NEC.

2.
This includes, but is not limited to:

a.
Coaxial Cable Shields

b.
Control Cable Shields

c.
Data Cable Shields

d.
Conduits

e.
Cable Duct
f.
Cable Trays
g.
Power Panels

h.
Connector Panels

C.
Coaxial Cable: The coaxial cable kit shall include all coaxial connectors, cable tying straps, heat shrink tabbing, hangers, clamps, etc., required to accomplish a neat and secure installation.

D.
Wire And Cable: The wire and cable kit shall include all connectors and terminals, barrier straps, wiring blocks, wire wrap strips, heat shrink tubing, tie wraps, solder, hangers, clamps, labels etc., required to accomplish a neat and orderly installation.

E.
Equipment Interface: The equipment interface kit shall include any item or quantity of equipment, cable, mounting hardware and materials needed to interface Systems and Subsystems according to the OEM requirements and this specification.

F.
Labels: The labeling kit shall include any item or quantity of labels, tools, stencils, and materials needed to label each subsystem according to the OEM requirements, as-installed drawings, and this specification.

G.
Documentation: The documentation kit shall include any item or quantity of items, computer discs, as installed drawings, equipment, maintenance, and operation manuals, and OEM materials needed to correctly provide the system documentation as required by this document and explained herein.
PART 3 – EXECUTION

SPEC WRITER NOTE: Delete and/or amend this all paragraphs and sub-paragraphs to apply to only the equipment and devices that are being installed.
3.1 INSTALLATION

A.
System installation shall be installed in accordance with NFPA 731 Standards for the Installation of Electric Premises Security Systems and appropriate installation manual for each type of subsystem designed, engineered, and installed.  

B.
The location and type of duress, intercom, or call-box to be installed will be in accordance with physical security requirements unique to each VA facility. 

C.
For EPPS systems (i.e. use current panic/duress and emergency call boxes) that can operate through existing VA facility telephone system lines, software programming and hardware, refer to Section 27 51 23, INTERCOMMUNICATIONS AND PROGRAM SYSTEMS to integrate additional EPPS equipment.  
D.
Concealed duress/panic devices shall be mounted in such a way that their location is only known by the person having knowledge of the  activating device location. No wiring shall be exposed to identify the location of the activation device. 

E.
Floor mounted duress alarms shall be attached to millwork on floor.  When mounted under millwork, wiring shall be routed in millwork to conduit system via flexible conduit. 

F.
Hard-wired switches shall be wired to individual alarm points within the Advanced Processing Controller (apC). 

G.
Wall and post mounted stations shall be mounted to meet UFAS/ADA requirements and use tamper proof bolts and screws. Testing will be finished before installation of fasteners. 

H.
Cleaning: Subsequent to installation, clean each system component of dust, dirt, grease, or oil incurred during installation in accordance to manufacture instructions.

I.
Provisions shall be made for systems in high-noise areas or areas with electrical interference environments. 

J.
Adjustment/Alignment/Synchronization: Contractor shall prepare for system activation by following manufacturer’s recommended procedures for adjustment, alignment, or programming.  Prepare each component in accordance with appropriate provisions of the component’s installation, operations, and maintenance instructions. 

3.2 TESTS AND Training


All testing and training shall be compliant with the VA General Requirements, Section 01 00 00, GENERAL REQUIREMENTS.

-----END----
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