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DESIGN ALERT FROM PROCATS


 (Proactive Claims Analysis and Tracking System)


1 December 1994


FM-187C-DA25





ISSUE:


Adequacy of building structural design to resist lateral forces.


background:


According to ProCATS data, change orders of about $50,000 were issued on three projects to correct A/E errors and omissions.  The A/E failed to provide proper design of structural members to resist lateral forces caused by wind, seismic, or earth fill.  Additional bracings, supports, and moment connections were added.  In some cases beam sizes were changed during construction.


recommendations/CONCLUSION:


The structural engineers are requested to remind the A/Es to recheck their design for lateral forces imposed on the building elements.


















































for additional information:


Contact � FORMTEXT ��Satish Sehgal� at 202.565.� FORMTEXT ��5032� in the Standards Service (187C).














