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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Spinal Cord Injury


NOTE:  Spaces and areas shown below are based on the Spinal Cord Injury (SCI) Design Guide.

	ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAINS
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Bedrooms
	VCT
	RB
	GWB
	
	AT
	1/2 X‑T
	7

	Isolation Room*
	VCT
	RB
	GWB (SC)
	
	GWB
	3/4 X‑T
	12

	Ante Room*
	VCT
	RB
	GWB (SC)
	
	GWB
	1/2 S‑T
	12

	Private Litter Bath
	CT
	CT
	CT
	
	PCP(SC)
	1/2 X ADO
 Sliding Door
	127

	Nurse Station
	VCT/ CP
	RB
	GWB‑W
	
	AT
	
	

	Medication Room
	VCT
	RB
	GWB
	
	AT
	1/2 S
	13

	Staff Toilet
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Office Head Nurse
	CP
	RB
	GWB‑W
	
	AT
	1/2 U
	23

	Nourishment Kitchen
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Clean Utility Room
	VCT
	RB
	GWB
	
	AT (SP)
	11/12 V‑W
	153

	Soiled Utility Room
	RSF
	RB
	GWB
	
	AT (SP)
	11/12 V‑W
	153

	Linen Rooms:

	Clean Linen Room
	VCT
	RB
	GWB
	
	AT (SP)
	11/12 V‑W
	153

	Soiled Linen Room
	VCT
	RB
	GWB
	
	AT (SP)
	11/12 V‑W
	153

	Hopper/Shower Room
	CT
	CT
	CT
	
	PCP
	1/2 X ADO 

	127

	Tub Room
	CT
	CT
	CT
	
	PCP
	1/2 T
	4

	Storage Equipment:

	Litter Storage
	VCT
	RB
	GWB
	
	AT
	11/12 X‑W
	153

	Wheelchair Storage
	VCT
	RB
	GWB
	
	AT
	1/2 X‑W
	34

	Medical Equipment Storage
	VCT
	RB
	GWB
	
	AT
	1/2 X‑W
	34

	Education:

	Conference/ Classroom
	VCT
	RB
	GWB‑W
,

	
	AT
	1/2 X‑T
	52

	Quiet Room
	VCT
	RB
	GWB‑W
	
	AT
	1/2 U‑T
	52

	Housekeeping Aids Closet
	CT
	CT
	GWB (SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	Patient Activities Areas:

	Day Room
	VCT
	RB
	GWB‑W
	
	AT
	3/4 SS‑T/ ADO

	34

	Laundry Room
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	4

	Visitor's Lounge
	VCT
	RB
	GWB‑W
	
	AT
	
	

	Toilets, Visitor's
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Dining Room
	VCT
	RB
	GWB‑W
	
	AT
	3/4 SS‑T ADO

	120

	Vending Room
	VCT
	RB
	GWB
	
	AT
	
	

	Serving Lines
	QT
	QT
	CT
	
	AT (SP)
	
	

	Dishwashing
	QT
	QT
	CT
	
	AT (SP)
	
	

	Non‑Food Storage
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	76

	Recreational Therapy
	VCT
	RB
	GWB‑W
	
	AT
	3/4 SS‑T/ ADO

	80

	Self Direct. Recr. Therapy 
	VCT
	RB
	GWB‑W
	
	AT
	3/4 U‑T 
	131/ 126/69

	Greenhouse
	C
	
	Spec.
	
	Spec.
	3/4 U‑T
	53

	Building Management Storage
	LM
	LM
	GWB
	
	AT (SC)
	11/12 V‑W
	43

	Patient Clothing & Luggage Storage
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	76

	Soiled Linen Holding
	CT
	CT
	GWB
	CT 4'0"
	AT (SP)
	11/12 U‑T
	153

	Unisex Patient Toilet
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 U
	14

	On Call Bedroom
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	22

	On Call Toilet/ Shower
	CT
	CT
	GWB

	CT 4'0"
	AT

	1/2 S
	18/14

	Physicians Office
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Exam/ Treatment
	VCT
	RB
	GWB
	
	AT/GWB
	1/2 X
	52

	Cystoscopic Room/ Control Area and Light Room
	WSF
	WSF
	GWB (SC)

	
	GWB
	15 X
	106

	Cystoscopic Scrub
	WSF
	WSF
	GWB (SC)
	
	GWB
	
	

	Lithotripsy Room w/ Control & Scrub
	WSF
	WSF
	GWB (SC)
	
	GWB
	15 X
	106

	Lithotripsy Scrub
	WSF
	WSF
	GWB (SC)

	
	GWB
	
	

	Recovery Room
	VCT
	RB
	GWB
	
	AT
	1/2 X‑T
	72

	Film Process/ Dark Room
	WSF
	WSF
	GWB
	
	GWB
	1/2 S‑M
	67

	G.U. Dressing Room
	VCT
	RB
	GWB
	
	AT
	1/2 X
	14

	Outpatient Clinic:

	Outpatient Clinic Nurse Station
	VCT
	RB
	GWB‑W
	
	AT
	Open
	

	Outpatient Clinic Clean Utility
	VCT
	RB
	GWB (SC)
	
	GWB
	11/12 V‑W
	153

	SCI Home Care Interview Room
	VCT
	RB
	GWB/ GWB‑W 
	
	AT
	1/2 V
	23

	SCI Outpatient Pharmacy
	CP
	RB
	GWB

	
	AT

	36 V
	157

	Medication Preparation
	CP
	RB
	GWB

	
	AT

	36 V
	157

	Home Environment Clinic:

	Clinic/ Living  - Dining Room
	CP
	RB
	GWB‑W
	
	AT
	1 S
	52

	Kitchen
	VCT
	RB
	GWB
	
	AT
	
	

	Bedroom
	CP
	RB
	GWB
	
	AT
	1 S
	7

	Bathroom
	CT
	CT
	GWB
	CT 4'0"
	GWB
	1 S
	18

	Hydrotherapy
	CT
	CT
	CT
	CT Full Height
	PCP
	1/2 X
	7

	Combined Physical & Kinesiotherapy:

	Treatment Clinic
	VCT
	RB
	GWB

	
	AT
	3/4 SS‑T/ ADO

	80

126

	Physical Therapy:

	Treatment Clinic
	SF
	RB
	GWB

	
	AT
	3/4 SS‑T/ ADO

	80

126

	Kinesiotherapy:

	Treatment Clinic
	SF
	RB
	GWB

	
	AT
	3/4 SS‑T/ ADO

	80

126

	Occupational Therapy:

	Treatment Clinic
	VCT
	RB
	GWB

	
	AT
	3/4 SS‑T/ ADO

	80

126

	Activities of Daily Living:

	Kitchen
	VCT
	RB
	GWB
	
	AT
	
	

	Bedroom
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	7

	Bathroom
	CT
	CT
	GWB
	CT 4'0"
	GWB
	1/2 S
	18

	Therapeutic Pool
	CT
	CT
	CT Full Height
	
	PCP
	3/4 X‑T/ ADO

	69

120 

	Shower/Toilet
	CT
	CT
	CT

	CT 4'‑0"
	PCP
	
	

	Suits/Towels
	CT
	CT
	GWB
	
	AT (SP)
	1/2 U‑T
	69

	Pool Vestibule
	CT
	CT
	GWB
	
	AT (SP)
	1/2 U/ ADO

	69

120

	SCI Chief's Office
	VCT/ CP
	RB
	GWB
	
	AT
	1/2 U
	52

	Main Entrance
	VCT
	RB
	GWB
	
	AT
	2‑3'x 7' /1‑4'x 7' Slide Glass Doors ADO

	120

126

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T/ ADO

	6


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


* Extend enclosed walls to underside of floor slab above and fully seal them to maintain 	proper pressure relationship and direction of air flow.





� Provide acoustical/tackable wall fabric on one wall.


� See Construction Standard 34-1, "Noise Transmission Control".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� CT full height in shower on concrete backer board with plaster ceiling.


� CT full height in shower on concrete backer board with plaster ceiling.


� See Standard Detail 24 for radiation shielding.


� See Standard Detail 24 for radiation shielding.


� See Construction Standard CD-49, "Physical Security Requirements and Options".


� See Construction Standard CD-49, "Physical Security Requirements and Options".


� See Construction Standard CD-49, "Physical Security Requirements and Options".


� See Construction Standard CD-49, "Physical Security Requirements and Options".


� Veneer plywood surface.


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� See Construction Standard CD-49, "Physical Security Requirements and Options".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� See Construction Standard CD-49, "Physical Security Requirements and Options".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� See Construction Standard CD-49, "Physical Security Requirements and Options".


� Automatic Door Opener.  See VA Architectural Design Manual, "Automatic Doors".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� CT full height in shower on concrete backer board.


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".
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