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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Nursing Home Care Units


NOTE:  All Door heights in NHCUs not built integrally with a hospital building shall be 6'‑8" unless otherwise noted.

	ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAINS
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administration:

	Office, Nursing

Supervisor
	CP
	RB
	GWB‑W
	
	AT
	1/2 H
	23

	Office, Secretary 

and Waiting
	CP
	RB
	GWB‑W
	
	AT
	1/2 H
	23

	Office, Multi‑

Disciplinary
	CP
	RB
	GWB‑W
	
	AT
	1/2 H
	23

	Office, Dietitian
	CP
	RB
	GWB‑W
	
	AT
	1/2 H
	23

	Office, Physician
	CP
	RB
	GWB‑W
	
	AT
	1/2 H
	23

	Office, Speech

Pathology
	CP
	RB
	GWB‑W
	
	AT
	1/2 H
	23

	Pharmacy
	CP
	RB
	GWB

	
	AT

	36 K
	157

	Conference/ Classroom
	VCT
	RB
	GWB
,

	
	AT
	1/2 K‑T
	40

	Lobby Facilities:

	Lobby
	Finish to be selected on the basis of requirements and cost.

	Toilets
	CT
	CT
	GWB
	CT
	AT
	1/2 H
	14/1

	Employees Lockers, Lounge, Toilets
	See Chapter 410

	Housekeeping Aids

Closet
	CT
	CT
	GWB (SC)
	CT

4'‑0"
	AT (SP)
	1/2 J
	13

	Nursing Units:

	Bedrooms
	VCT
	RB
	GWB
	
	AT
	1/2 L
	7

	Wheelchair Toilets
	CT
	CT
	GWB
	CT

4'‑0"
	AT
	1/2 H
	14

	Full Bathrooms
	CT
	CT
	GWB
	CT
 4'‑0"
	AT (SP)
	1/2 H
	14

	Cong. Bath with Toilet and Hopper
	CT
	CT
	CT
	
	PCP
	1/2 H
	4

	Nurses Station Area:

	Nurses Station and

Ward Clerk
	VCT/ CP
	RB
	GWB‑W
	
	AT
	Open
	

	Medication Room
	VCT
	RB
	GWB
	
	AT
	1/2 H
	13

	Office, Head Nurse
	CP
	RB
	GWB
	
	AT
	1/2 H
	23

	Office, Social

Worker
	CP
	RB
	GWB
	
	AT
	1/2 H
	23

	Exam and Treatment Room
	VCT
	RB
	GWB

	
	AT/GWB

Lay‑in Panels

in grid system.
	1/2 L
	23

	Patient's Laundry
	VCT
	RB
	GWB
	
	AT
	1/2 H‑T
	4

	Clean Utility Room
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	11/12 K‑W
	45

	Nourishment Kitchen
	VCT
	RB
	GWB
	
	AT
	1/2 H
	23

	Ward Supply Room
	VCT
	RB
	GWB
	
	AT
	1/2 K‑W
	43

	Soiled Utility Room
	RSF
	RB
	GWB (SC)
	
	AT (SP)
	11/12 K‑W
	45

	Equipment Storage
	VCT
	RB
	GWB
	
	AT
	11/12 K‑W
	69

	Housekeeping Aids

Closet
	CT
	CT
	GWB (SC)
	CT

4'‑0"
	AT (SP)
	1/2 J
	13

	Patients Lounge 

and TV Room
	VCT
	RB
	GWB‑W
	
	AT
	1/2 K‑T
	52

	Storage 

(off lounge)
	VCT
	RB
	GWB
	
	AT
	1/2 K
	13

	Support Facility:

	Patients Quiet Room
	CP
	RB
	GWB‑W
	
	AT
	1/2 K‑T
	52

	Dining Room/

Recreation Area
	VCT
	RB
	GWB‑W
	
	AT
	1/2 GG‑T

ADO

	126

	Dietetics:

	Housekeeping Aids

Closet
	CT
	CT
	GWB (SC)
	CT

4'‑0"
	AT (SP)
	1/2 J
	13/7

	Tray Cart Storage
	CT
	CT
	CT
	
	AT (SP)
	1/2 K‑T
	69

	Serving Unit
	CT
	CT
	CT
	
	AT (SP)
	1/2 HH‑T
	69

	Non‑Food Storage
	VCT
	RB
	GWB
	
	AT
	11/12 K‑W
	43

	Therapists Office
	CP
	RB
	GWB
	
	AT
	1/2 H
	23

	Physical Activity Area:

	Clinic Space
	RAF
	RB
	GWB

	
	AT
	1/2 L‑T
	69

	Storage Space
	RAF
	RB
	GWB
	
	AT
	1/2 J
	34

	Hydrotherapy
	CT
	CT
	CT
	
	AT (SP)
	Open
	

	Occupational Activity:

	Clinic Space
	VCT
	RB
	GWB
	
	AT
	1/2 L‑T
	69

	Storage Space
	VCT
	RB
	GWB
	
	AT
	1/2 K‑T/

Open
	43

	General Storage
	VCT
	RB
	GWB
	
	AT
	11/12 K‑W
	43

	Residents Clothing

and Luggage 

Storage Room
	VCT
	RB
	GWB
	
	AT
	11/12 K‑W
	43

	Building Management:

	Supply and Equipment Storage Room
	LM
	LM
	GWB (SC)/ CMU
	
	AT 
	11/12 K‑W
	43

	Soiled Linen

Holding Area
	VCT
	RB
	GWB (SC)/ CMU
	
	AT (SP)
	11/12 K‑W
	153

	Trash Collection
	C
	RB
	GWB (SC)/ CMU
	
	AT (SP)
	11/12 K‑W
	153

	Oxygen Storage
	C
	
	
	
	
	
	

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 KK‑T
	6



� See VA Construction Standard CD-49, "Physical Security Requirements and Options".


� See VA Construction Standard CD-49, "Physical Security Requirements and Options".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� Provide acoustical/tackable wall covering on one wall.


� CT full height tub/shower on concrete backer board with plaster ceiling.


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See Architectural Design Manual, "Automatic Doors".


� One wall of 3/4" hardwood veneer plywood.


� See Section II, "Door and Hardware".
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