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	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAINS
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administration:

	Office, Chief
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	52

	Office, Secretary/ Waiting
	CP
	RB
	GWB/W
	
	AT
	1/2 S‑T/ Open
	23

	Waiting, Public
	CP
	RB
	GWB/W
	
	AT
	Open
	

	Storage, Active Patient's Files
	CP
	RB
	GWB
	
	AT
	Open
	

	Viewing Room/Library Audiovisuals
	CP
	RB
	GWB/W

	
	AT
	1/2 S‑T
	52

	Office, Pulmonary Staff Physician
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Office, Pulmonary Rehabilitation Nurse/RT (Patient Counseling-‑Privacy Essential)
	CP
	RB
	GWB/W

	
	AT

	1/2 S
	52

	Pulmonary Function Laboratory:

	Ventilatory Test Room ‑ Spirometry
	VCT
	RB
	GWB‑W
	
	AT
	1/2 V‑T
	69

	Exercise Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	69

	Blood Gas Analysis Room
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	69

	Storage, Gas Cylinders
	VCT
	RB
	GWB
	
	AT
	11/12 S‑W
	42

	Supply Room, Clean Medical/Surgical
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	42

	Supply Room Soiled (Used Medical/ Surgical Supplies)
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	42

	Special Procedures or Bronchoscopy Room
	RSF
	RB
	GWB‑W
	
	AT
	1/2 V‑T
	69

	Sleep Study Laboratory or Sleep Diagnosis Clinic:

	Patient Bedroom (Single) 
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	7

	Bathroom, Wheelchair
	CT
	CT
	GWB
	CT 4'0"
	AT (SP)
	1/2 S
	14

	Diagnostic Room ‑ Polysomnography
	VCT
	RB
	GWB
	
	AT 
	1/2 S‑T
	69

	Office, Physician ‑ Polysomnographer
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Storage Room
	VCT
	RB
	GWB
	
	AT
	1/2 S
	13

	Sleep Diagnosis Clinic:

	Waiting, Public
	CP
	RB
	GWB‑W
	
	AT
	Open
	

	Office, Secretary/ Receptionist
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T/Open
	23

	Storage, Records (Study Printouts)
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	42

	Bedroom, Patient‑Four
	VCT
	RB
	GWB
	
	AT
	1/2 W
	7

	Bathroom, Shared Wheelchair ‑ Two
	CT
	CT
	GWB
	CT 4'0"
	AT (SP)
	1/2 S
	1

	Staff Workroom
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Office, Physician  ‑ Polysomnographer
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Patient Preparation Room ‑ with Oxygen and Medical Vacuum
	VCT
	RB
	GWB
	
	AT
	1/2 W
	69

	Toilet, Staff
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	1 or 18

	Computer Room
	CP/PRIVATE 

VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	45

	Respiratory Therapy Unit:

	Office, Chief
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Secretary/ Receptionist
	VCT
	RB
	GWB‑W
	
	AT
	1/2 S‑T/ Open
	23

	Office, Chief Therapist
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Storage, Equipment
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	42

	Storage, Supplies & Spare Parts
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	42

	Clean‑up/ Repair/ Testing Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	69

	Combined Respiratory Therapy Report Room and Pulmonary Function Technician Data Calculation Room
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	52

	Staff Lockers ‑ Toilets:
	 See Chapter 410

	Education:

	House Staff
	VCT/ CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	52

	Study Cubicles
	VCT/ CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T/ Open
	52

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T
	6



� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See Section II, "Doors and Hardware".
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