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Service ‑ Engineering Service


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAINS
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administrative Space:

	Chief
	CP 
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Assistant Chief
	CP 
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Secretary & Waiting
	CP 
	RB
	GWB‑W
	
	AT
	1/2 S‑T/Open
	13

	Fire & Safety Specialist/ Officer
	CP 
	RB
	GWB
	
	AT
	1/2 S
	23

	Industrial Hygienist
	CP 
	RB
	GWB
	
	AT
	1/2 S
	23

	Other Clerical, Technical or Administrative Employees
	CP 
	RB
	GWB
	
	AT
	1/2 S
	23

	Conference Room
	CP 
	RB
	GWB‑W

	
	AT
	1/2 U‑T
	40

	Project Engineer
	CP 
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Hospital Plans & Drafting Room
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	23

	Driver Dispatch & Ready Room
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Staff Lockers & Toilets
	
 See Chapter 410 LLTS

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T
	6


	Biomedical Engineering Repair Shop
	VCT
	RB
	GWB
	
	AT
	1/2 SS‑T
	82

	Shop Areas:

	Carpenter Shop
	C

	
	CMU
	
	AT
	1/2 SS‑W
	82

	Air Conditioning 
	C

	
	CMU
	
	AT
	1/2 SS‑T
	82

	Plumbing Shop
	C

	
	CMU
	
	AT
	1/2 SS‑T
	82

	Electrical Shop
	C

	
	CMU
	
	AT
	1/2 SS‑T
	82

	Paint Shop
	C

	
	CMU
	
	AT
	9/10 V‑W
	42

	Machine Shop
	C

	
	CMU
	
	AT
	1/2 SS‑T
	82

	Mason Shop
	C

	
	CMU
	
	AT
	1/2 SS‑T
	82

	Grounds Maintenance Center
	C 
	
	CMU
	
	EXP
	Int 11/12 U‑W, Ext. 1/2 SS‑T
	62PRIVATE 

82

	Locksmith Shop
	C

	
	CMU
	
	AT
	1/2 V‑T
	52 

	Housekeeping Aids Closet
	CT
	CT
	GWB or CMU (SC)
	CT 4'0"
	AT(SP)
	1/2 T
	13

	Engineering Control Center
	VCT
	RB
	GWB

	
	AT
	1/2 U‑T
	45

	Corridor
	 C

	 RB
	CMU or GWB
	
	 AT
	1/2 VV‑T
	6
 


� See VA Construction Standard 34�1, "Noise Transmission Control".


� See Section II, "Doors and Hardware".
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