Department of 
Program Guide PG-18-14

Veterans Affairs
Chapter ‑ 240

Washington, DC  20420
Date:  February 2003
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Service ‑ Laboratory


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administrative:

	Chief Lab Service Office and Microscope Area
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Staff Pathologist Office and Microscope Area
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Secretary to Chief
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Clerk, Steno/ Receptionist
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Admin. Assistant  
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Chief Medical Technologist
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Clinical Laboratory Scientist
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Education Area:

	Pathology Resident, Office and Microscope Area
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Medical Tech. Program:

	Office, Education Coordinator
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Student Lab/Class Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	23

	Student Study Cubicle
	CP
	RB
	Prefab
	
	AT/GWB
 Lay‑in Panels in Grid
	
	

	Conference Room
	CP
	RB
	GWB
,

	
	AT
	1/2 V‑T
	40

	Laboratory Work Areas:

	Specimen Accessioning, Processing, and Distibution Room
	VCT
	RB
	GWB
	
	AT (SP)
	1/2 V‑T
	67 

	Immediate Response (STAT) Lab
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	1/2 V‑T
	67

	ADP Control Area
	VCT/CP
	RB
	GWB
	
	AT
	1/2 V‑T
	52

	Preprocessor Area
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S
	52 

	CRTs, and Printers
	VCT/CP
	RB
	GWB
	
	AT
	Open
	

	Clinical Pathology:

	Clinical Chemistry
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Special Chemistry
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Radioimmunoassay
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Urine and Feces Lab
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Hematology:

	Routine Lab
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Coagulation Lab
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Blood Bank:

	Blood Product Storage, Testing and Issuance
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	76

	Blood Product Prep and Modification
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Donor Hemotherapeutics Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	52

	Microbiology:

	Clinical Microbiology
	VCT
	RB
	GWB
	
	AT
	3/4 V‑T
	67

	Biosafety Lab
	VCT
	RB
	GWB
	
	AT
	3/4 V‑T
	67

	Mycology Lab
	VCT
	RB
	GWB
	
	AT
	3/4 V‑T
	67

	Mycobacteriology Lab
	VCT
	RB
	GWB
	
	AT
	3/4 V‑T
	67

	Media Preparation Room
	CT
	CT
	CT
	
	AT (SP)
	3/4 V‑T
	67

	Immunopathology
	VCT
	RB
	GWB
	
	AT
	3/4 V‑T
	67

	Fluorescent Microscopy Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Anatomic Pathology:

	Histology
	VCT
	RB
	GWB(SC)
	
	AT (SP)
	3/4 V‑T
	67

	Frozen and Gross Section Lab
	VCT
	RB
	GWB(SC)
	
	AT (SP)
	3/4 V‑T
	67

	Cytology
	VCT
	RB
	GWB(SC)
	
	AT (SP)
	1/2 V‑T
	67

	Slide, Block and Record Files
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	52

	Electron Microscope Suite:

	Scope Room
	VCT
	RB
	GWB
	
	GWB
	1/2 V‑M
	67

	Dark Room
	LM
	LM
	GWB
	
	GWB
	1/2 S‑M/ Revolving Door
	67

	Preparation Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Cutting Room
	VCT
	RB
	GWB
	
	AT 
	1/2 V‑T
	67

	Developing, Printing, and Enlarging Dark Room
	LM
	LM
	GWB
	
	GWB
	1/2 S‑M / Revolving Door
	67

	Finishing RoomPRIVATE 


	VCT
	RB
	GWB
	
	AT
	1/2 S
	67

	Autopsy Suite:

	Autopsy Room
	LM
	LM
	GWB(SC)
	
	GWB (SC)
	1/2 QQ‑T
	82

	Isolation/Teaching Room
	LM
	LM
	GWB(SC)
	
	GWB (SC)
	1/2 V‑T
	69

	Mortuary Refrigerator (Cold Room)
	QT
	QT  
	Prefabricated


	Toilets, Lockers, Showers
	See Chapter 410

	Gross Specimen Storage
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Housekeeping Aids Closet
	CT
	CT
	GWB(SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	Patient Specimen Collection Area:

	Patient Waiting Area
	VCT
	RB
	GWB‑W
	
	AT
	1/2 V‑T / 3/4 V‑T
	52

	Blood Specimen Collection Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	52

	Urine Specimen Collection Toilet
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 V‑T
	14

	LLTS:

	Employee Biosafety Room (Lounge)
	CP/VCT
	RB
	GWB
	
	AT
	3/4 T
	1

	Lockers and Toilets
	See Chapter 410

	Sterilization and Solution Prep. Room
	CT
	CT
	CT
	
	AT (SP) 
	1/2 V‑T
	69

	Bulk Storage
	VCT
	RB
	GWB
	
	AT
	11/12 SS‑W/ 11/12 V‑W
	60

42

	Refrigerated Storage (Prefab)

	 Prefabricated 

	Flammable and 

Toxic Substance

Storage
	VCT
	RB
	GWB

	
	GWB
	11/12 V‑T
	42

	Housekeeping Aids Closet
	CT
	CT
	GWB(SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	 Corridors
	VCT
	 RB
	 GWB
	
	 AT
	 1/2 VV‑T
	6



� Provide acoustical/tackable surface on one wall.


� Provide acoustical/tackable surface on one wall.


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See HVAC Design Manual, "Walk-In Refrigerators".


� Prefabricated controlled temperature room.


� Provide 1-hour rated enclosure and 6" perimeter concrete curb cast integrally with floor in accordance with NFPA.


� See Section II, "Doors and Hardware".
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