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	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administration:

	Patient Treatment Files
	VCT
	RB
	GWB
	
	AT
	11/12 U‑W
	45

	Office, Radiation Safety/ Health Physics
	WSF
	WSF
	GWB
	
	AT
	11/12 U‑W
	45

	Education:

	Nuclear Medicine Technology:

	Student Laboratory/ Classroom
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	52

	Work Areas:

	Imaging Unit:

	Imaging Room
	WSF
	WSF
	GWB
	
	AT
	1/2 W
	69

	Computer (Image Processing Area)
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	52

	Data Processing Equipment
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T 
	52

	Darkroom
	LM
	LM
	GWB
	
	GWB
	1/2 S‑M or Revolving Darkroom Door
	14 for 1/2

	Lightroom
	LM
	LM
	GWB
	
	AT
	1/2 S
	69

	Reading and Consultation Room
	CP
	RB
	GWB‑W

	
	AT
	1/2 S‑T
	52

	Patient Examination
	VCT
	RB
	GWB

	
	AT/GWB
 Lay‑in Panels
	1/2 U
	69

	Patient Dose Administration
	WSF
	WSF
	GWB
	
	AT
	1/2 U
	69 

	Radiopharmacy
	WSF
	WSF
	GWB 
	
	AT
	11/12 U‑W
	45

	Non‑Imaging Procedure Room
	WSF
	WSF
	GWB
	
	AT
	1/2 W
	69

	Ultrasound
	VCT
	RB
	GWB
	
	AT
	1/2 W
	69

	Patient Toilet (Contiguous w/ Ultrasound Room)
	CT
	CT
	GWB
	CT 4'0"
	AT 
	1/2 S
	14

	Radioimmunoassay Unit:

	Receiving, Preparation, Data Reduction and Reporting
	WSF
	WSF
	GWB
	
	AT
	1/2 W‑T
	69

	Biohazard Prep.
	WSF
	WSF
	GWB
	
	AT
	1/2 W‑T
	69

	Assay Preparation
	WSF
	WSF
	GWB
	
	AT
	1/2 W‑T
	69

	Sample Counting, Measurement
	WSF
	WSF
	GWB
	
	AT
	1/2 W‑T
	69

	Support Areas:

	Equipment Storage Mobile
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	69

	Storage, Refrigerated
	Prefabricated


	Patient Film Records
	VCT
	RB
	GWB
	
	AT
	11/12 U‑W
	45

	Storage, Radionuclide Waste
	LM
	LM
	CMU (SC)
	
	AT
	1/2 U
	34

	Equipment 
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	34

	Staff Facilities:

	Employee Biosafety Room (Lounge) 
	VCT
	RB
	GWB (SC)
	
	AT
	1/2 S‑T
	52

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T
	6



PRIVATE 

� See VA Construction Standard 34�1, "Noise Transmission Control".


� See VA Construction Standard 34�1, "Noise Transmission Control".


� See VA Construction Standard 34�1, "Noise Transmission Control".


� Prefab controlled temperature room.


� See Section II, "Doors and Hardware".
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