Department of 
Program Guide PG-18-14

Veterans Affairs
Chapter ‑ 262

Washington, DC  20420
Date:  February 2003
ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Ambulatory Care


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Reception Area:

	Waiting Area
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T/ 3/4 V‑T
	52

	Toilet, Public (V&P)
	CT
	CT
	GWB
	CT
	AT
	1/2 S 
	1/13

	Storage, Wheelchair and Stretcher
	VCT
	RB
	GWB
	
	AT
	11/12 S‑W 
	69

	Escort/Messenger Service Room
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Vital Sign Station
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	MAS Reception Control/Processing Unit:

	Reception Counter
	CP
	RB
	GWB‑W
	
	AT
	Open
	

	Clerical Work Station/Interview Booths
	CP
	RB
	GWB
	
	AT
	Open
	

	Office, MAS Supervisor
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Bed Control
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Office, Health Benefits Advisor
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Emergency Care (ER):

	Emergency Waiting
	VCT
	RB
	GWB
	
	AT
	Open
	

	Toilet, Public (Visitor & Patient)
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	1

	Storage, Wheelchair and Stretcher
	VCT
	RB
	GWB
	
	AT
	11/12 S‑W
	69

	Security Police Alcove
	VCT
	RB
	GWB
	
	AT
	Open
	‑‑‑

	Nurse Communication Station
	CP
	RB 
	GWB
	
	AT
	Open
	‑‑‑

	Medication Room
	VCT
	RB
	GWB
	
	AT
	1/2 S
	43

	Clean Utility/ Medical Equipment Storage Room
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	11/12 V‑W
	43

	Soiled Utility Room
	RSF
	RB
	GWB (SC)
	
	AT (SP)
	11/12 V‑W
	43

	Office, Head Nurse
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Chief of ER/ Physician
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Secretary
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Life Support Unit
	RSF
	RB
	GWB (SC)
	
	GWB (SC)
	1/2 QQ‑T /X (ADO)

	79

	Observation and Treatment Room

	VCT
	RB
	GWB (SC)
	
	AT (SP)
	1/2 QQ‑T  /X (ADO)

	120

	Multi‑Purpose Exam
	RSF
	RSF
	GWB (SC)

	
	GWB
	1/2 S
	69

	Toilet/Bath, Wheelchair
	CT
	CT
	GWB

	CT 4'0"
	AT
	1/2 S
	18

	Security Exam Room
	VCT
	RB
	CMU or

PCP

	
	PCP
	1/2 S‑M‑D
	42

	Toilet Room
	CT
	CT
	CMU or PCP

	CT 4'0"
	PCP
	1/2 S
	42

	On‑Call Room
	See Chapter 274

	Staff Lockers/ Lounges
	VCT
	RB
	GWB
	
	AT
	1/2 S
	7

	Toilet Staff
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Housekeeping Aids Closet
	CT
	CT
	GWB (SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	Examination/Treatment Modules:

	Multi‑Purpose Exam Room
	VCT
	RB
	GWB

	
	GWB  Lay‑in Panels in Grid

	1/2 S
	69

	Special Purpose Exam Room
	VCT
	RB
	GWB

	
	GWB Lay‑in Panels in Grid

	1/2 S
	69

	MAS Reception/ Control Unit
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Waiting Area
	VCT/CP
	RB
	GWB‑W
	
	AT
	Open
	

	Toilet, Public (Visitor & Patient)
	CT
	CT
	GWB
	CT 4'0"
	AT 
	1/2 S
	1

	Consultation Room
	CP
	RB
	GWB

	
	GWB Lay‑in Panels in Grid

	1/2 S‑T
	23

	Staff/Patient Multi‑Purpose Conference/ Class Room
	VCT
	RB
	GWB

	
	AT

	1/2 V‑T
	23

	Nurse Station Area:

	Communication Center
	VCT/CP
	RB
	GWB‑W
	
	AT
	Open
	

	Medication Room
	VCT
	RB
	GWB
	
	AT
	1/2 S
	43

	Staff Toilet
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Intake/Exit Interview Room
	VCT/CP
	RB
	GWB

	
	GWB Lay‑inPRIVATE 

Panels in Grid

	1/2 S‑T
	23

	Clean Utility/Linen,

Stretcher, and Medical Equip. Storage
	VCT
	RB
	GWB (SC)
	
	AT
	11/12 V‑W
	45

	Soiled Utility Room
	RSF
	RB
	GWB (SC)
	
	AT
	11/12 V‑W
	45

	Multi‑Purpose Procedure Room
	VCT
	RB
	GWB

	
	AT

	1/2 V
	69

	Toilet, Wheelchair
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Exam/Treatment Module Support Space MAS Clerical Support:

	Agent Orange/POW Clerk
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, MAS Superv.
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Health Benefits Advisor
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Office, Scheduling
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Compensation and Pension Clerk(s)
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Office, Exam Room, Physician 
	CP
	RB
	GWB‑W 

	
	GWB Lay‑in Panels in Grid
	1/2 S
	23

	Office/Exam Room, Physician Extender
	CP
	RB
	GWB

	
	GWB Lay‑in Panels in Grid
	1/2 S
	69

	Prescription Receiving Room
	CP/VCT
	RB
	GWB
	
	AT
	
	

	Housekeeping Aids Closet
	CT
	CT
	GWB (SC)
	CT 4'0"
	AT (SP)
	1/2 T
	13

	Exam/Treatment Module Specialty Clinic Space:

	Gynecology Clinic:

	Dressing/Toilet Area
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Genito‑Urinary (GU)/Urology Clinic:

	Toilet, Urine Specimen Collection
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Urine Testing Alcove
	VCT
	RB
	GWB
	
	AT
	Open
	‑‑‑

	Gastroenterology Clinic:

	Screening Proctoscopy/ Sigmoidoscopy
	RSF
	RSF
	GWB

	
	GWB Lay‑in Panels in Grid

	1/2 S
	69

	Toilet, Wheelchair
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Gastric (Esophageal) Motility Procedure Room
	RSF
	RSF
	GWB
	
	AT
	1/2 S
	18

	Toilet, Wheelchair
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	18

	Dermatology Clinic:

	Dermatology Procedures Treatment Room
	VCT
	RB
	GWB

	
	AT

	1/2 S
	23

	Dermatology Laboratory
	VCT
	RB
	GWB
	
	AT
	1/2 S
	23

	Dermatology Medication Preparation Storage Room
	VCT
	RB
	GWB
	
	AT
	1/2 S
	69 

	Phototherapy Treatment Room
	RSF
	RSF
	GWB
	
	AT
	1/2 S
	69

	Phototherapy Shower Room
	CT
	CT
	CT
	
	PCP
	1/2 S
	18

	MOH's Chemosurgery (Micro Controlled Surgery):

	Reception & Waiting
	CP
	RB
	GWB 
	
	AT
	Open
	

	Exam/Consult Room
	VCT
	RB
	GWB

	
	GWB Lay‑in Panels in Grid
	1/2 S
	69

	Procedure Room
	RSF
	RSF
	GWB (SC)
	
	AT (SP)
	1/2 S 
	29

	Laboratory
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	29

	Orthopedic Clinic:

	Cast Room
	RSF
	RSF
	GWB
	
	AT
	1/2 V
	29

	Oncology Clinic:

	Chemotherapy Treatment Room
	RSF
	RSF
	GWB
	
	AT (SP)
	1/2 V
	29

	Toilet, Wheelchair
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	1

	Chemotherapy Agent Preparation Room
	RSF
	RSF
	GWB
	
	AT (SP)
	1/2 S‑T
	23

	Office, Data Coordinator Tumor Registry
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Employee Health Unit Employee Health Office:

	Employee Health Nurse
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Employee Health Clerk
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Storage, Employees Health Records
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Waiting Area
	VCT/CP
	RB
	GWB‑W
	
	AT
	Open
	

	Exam/Treatment Room
	VCT
	RB
	GWB

	
	GWB Lay‑in  Panels in Grid

	1/2 S
	69

	Medication Storage/ Preparation
	VCT
	RB
	GWB
	
	AT 
	1/2 S
	69

	Disposition Area:

	Waiting Area
	VCT/CP
	RB
	GWB‑W
	
	AT
	Open
	

	Toilet, Public (V&P)
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	1

	Medical Administration

	Office, MAS Supervisor, Disposition
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Coding Clerk
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Patients Funds Clerk
	VCT/CP
	RB
	GWB

	
	AT
	1/2 S‑T
	23

	Office, Prosthetic Clerk
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Clothing Room Clerk
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Billing Clerk
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Community Nursing Home Clerk
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Details Clerk
	VCT/CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Grieving Room
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Toilet, Wheelchair
	CT
	CT
	GWB‑W
	CT 4'0"
	AT
	1/2 S
	23

	Office, Health Benefits Advisor
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Travel Clerk
	CP
	RB
	GWB
	
	AT
	1/2 S‑T
	23

	Office, Agent Cashier
	VCT
	RB
	GWB

	
	AT

	36 S
	157

	Outpatient Pharmacy
	See Chapter 268, "Pharmacy Service"

	Office, Dietitian/ Nutrition Clinic
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Hospital Based Home Care (HBHC):

	Office, HBHC Coordinator
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Office, Secretary & Records
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Private Interview Room
	CP
	RB
	GWB

	
	AT
	1/2 S
	23

	Office, HBHC Staff
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Office, Social Worker
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Office, Public Health Nurse
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Ambulatory Care Support:

	Satellite Radiology Suite
	See Chapter 276, "Radiology Service"

	Specimen Collection Area
	See Chapter 240, "Laboratory Service"

	Ambulatory Surgery
	See Chapter 286, "Surgical Service"

	Diagnosis Testing Functions:

	ECG Testing
	See Chapter 210, "Cardiovascular Laboratories"

	Ventilator Testing
	See Chapter 212, "Pulmonary Medicine"

	Hearing/Audiometry Testing
	See Chapter 204, "Audiology & Speech Pathology"

	EEG Testing
	See Chapter 226, "Electroencepholography Laboratory"

	EMG Testing
	See Chapter 270, "Rehabilitation Medicine"

	Vending Machine Area
	See Project Requirements

	Staff Lockers, Lounges & Toilets
	See Chapter 410

	Staff Offices:

	Administration:

	Office-ACOS Amb Care
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Secretary/ Clerk
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Office, Admin. Asst. to ACOS
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Ambulatory Care Coordinator
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Nursing Support for Amb Care
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Chief MAS for Ambulatory Care
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Professional:

	Office, Chief of Clinic Section
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Physician
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Education:

	Office, Psychology/ Social Work Trainees
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Other Resident Physicians
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Study Cubicles for Student/Trainees
	CP
	RB
	GWB
	
	AT

	1/2 U‑T
	17

	Multi‑Purpose Conference/ Classroom
	VCT
	RB
	GWB
,

	
	AT/GWB Lay‑in Panels in Grid
	1/2 U‑T
	40

	Corridors
	VCT
	RB
	GWB
	
	AT
	1/2 QQ‑T
	6



� See Architectural Design Manual, "Automatic Doors".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See Architectural Design Manual, "Automatic Doors".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� Full height CT at tub/shower on concrete backer board with PL ceiling.


� Plaster on high-rib metal lath.


� Plaster on high-rib metal lath.


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard CD-49, "Physical Security Requirements and Options".


� See VA Construction Standard CD-49, "Physical Security Requirements and Options".


� See VA Construction Standard CD-49, "Physical Security Requirements and Options".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� Provide acoustical/tackable wall covering on one wall.


� See Section II, "Doors and Hardware".
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