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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Recreation


	ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Staff Offices:

	Chief of Service
	CP
	RB
	GWB
	
	AT
	1/2 S
	52

	Secretary & Waiting
	CP
	RB
	GWB
	
	AT
	1/2 S‑T/ Open
	23

	Clinic Admin. Space
	CP
	RB
	GWB
	
	AT 
	1/2 S‑T/ Open
	23

	Education Space:

	Study Cubicles
	CP
	RB
	GWB
	
	AT

	1/2 U‑T
	25

	Recreation Program Modalities:

	Multi‑Purpose Recreation Room
	VCT
	RB
	GWB/W
	
	AT
	1/2 SS‑T
	82

	Storage Multi-Purpose and Recreation Room
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	42

	Serving Kitchen
	RSF
	RB
	GWB
	
	AT
	1/2 S‑T
	69

	Game and Activity Room
	VCT
	RB
	GWB/W
	
	AT
	1/2 U‑T
	67

	Game and Activity Room Storage Area
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	13

	Billiard Room
	VCT
	RB
	CMU or PCP
,

	
	AT
	1/2 S‑T
	67

	Arts, Crafts, and Hobby Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	67

	Storage Room for Activities
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	42

	Music Room
	CP
	RB
	GWB
,

	
	AT
	1/2 S‑T
	45

	Bowling Lanes
	WD
	WD
	CMU or PCP
,

	
	AT
	1/2 S‑T
	67

	Theater (House)
	VCT/CP
	RB
	GWB

	
	AT
	1/2 VV‑T
	84PRIVATE 

86

	Stage
	WD
	WD
	GWB
	
	AT
	
	

	Storage for Stage Materials
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	43

	Wheelchair/Litter Area
	VCT
	RB
	GWB
	
	AT
	
	

	Projection Booth
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	43

	Therapeutic Pool
	See Chapter 270, Rehabilitation Medicine Service 

	Toilet Facilities for Activity Rooms
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	1 or 14

	Toilet Facility for Theater
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	1 or 14

	Vestibule 
	CT
	CT
	GWB
	
	AT
	1/2 S
	4

	Toilet Facilities for Multi‑Purpose Recreation, Billiards, and Bowling Rooms
	CT
	CT
	GWB
	CT 4'0"
	AT
	1/2 S
	1 or 14

	Corridor
	VCT
	RB
	CMU or GWB
	
	AT
	1/2 SS‑T
	6



� Apply fabric type acoustical treatment to two walls.


� Apply fabric type acoustical treatment to two walls.


� See Construction Standard 34-1, "Noise Transmission Control".
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� Apply fabric type acoustical treatment to two walls.


� See Construction Standard 34-1, "Noise Transmission Control".


� See Construction Standard 34-1, "Noise Transmission Control".


� See Section II, "Doors and Hardware".
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