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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Rehabilitation Medicine


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administration:

	Chief of Service
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	52

	Staff Physician
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Secretary & Waiting
	CP
	RB
	GWB/W
	
	AT
	1/2 S‑T
	23

	Assistant Chief Coordinator
	CP
	RB
	GWB/W
	
	AT
	1/2 S
	23

	Staff Lockers, Lounges, Toilets, and Showers
	See Chapter 410, LLTS

	Escort Service
	VCT/CP
	RB
	GWB/W
	
	AT
	1/2 S‑T
	23

	Education:

	Office Resident Physician
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Study Cubicals
	CP
	RB
	GWB
	
	AT
	Open
	

	Conference/Classroom for Residents and Students
	CP
	RB
	GWB/W 
,

	
	AT

	1/2 U‑T
	40

	Clinical:

	Exam Room
	VCT
	RB
	GWB

	
	AT
	1/2 V

	52

	Electromyography (EMG) Room
	VCT
	RB
	GWB

	
	AT
	1/2 V‑T

	53

	Physical Therapy:

	Clinic Office
	VCT/CP
	RB
	GWB/W
	
	AT
	3/4 S‑T
	23

	Hubbard Tanks
	CT
	CT
	CT
	
	PCP
	1/2 W

	69

	Arm and Leg Whirlpool
	CT
	CT
	CT
	
	PCP
	1/2 V

	69

	Wheelchair Toilet
	CT
	CT
	CT
	
	GWB
	1/2 S
	14

	Treatment Clinic
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T

	53

	Equipment Storage
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	42

	Utility Area
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	69

	Spec. Treatment Room
	VCT
	RB
	GWB
	
	AT
	1/2 V

	69

	Dressing Rooms
	VCT
	RB
	GWB
	
	AT
	1/2 S
	1 or 14

	Waiting Area
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T/Open
	53

	Basic Clinic:

	Treatment Table (Private Room)
	VCT
	RB
	GWB
	
	AT
	1/2 V

	69

	Treatment Tables
	VCT
	RB
	GWB
	
	AT
	1/2 V

	69

	Treatment Stations
	VCT
	RB
	GWB
	
	AT
	1/2 V

	69

	Equipment Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S
	34

	Utility Area
	VCT
	RB
	GWB
	
	AT
	1/2 S
	69

	Kinesiotherapy:

	Clinic Office
	VCT/CP
	RB
	GWB/W
	
	AT
	3/4 S‑T
	23

	Treatment Clinic
	VCT
	RB
	GWB
	
	AT
	1/2 V

	53

	Psychiatric Exercise Clinic
	VCT
	RB
	GWB
	
	AT
	1/2 V

	53

	Equipment Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S
	54

	Basic Clinic:

	Treatment Area
	VCT
	RB
	GWB
	
	AT
	1/2 V

	53

	Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S
	13

	Occupational Therapy:

	Clinic Office
	VCT/CP
	RB
	GWB
	
	AT
	3/4 S‑T
	23

	Treatment Clinic
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T

	53

	Equipment Storage
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	34

	Orthotic and Splinting Area
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	69

	Patient Project Storage
	See Chapter 100, MS&N Nursing Units

	Basic Clinic:

	Treatment Area
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T

	53

	Storage
	VCT
	RB
	GWB
	
	AT
	1/2 U‑W
	13

	Activities of Daily Living Evaluation and Training Center:

	Kitchen
	VCT
	RB
	GWB
	
	AT
	
	

	Bedroom
	VCT/CP
	RB
	GWB/W
	
	AT
	1/2 S
	18

	Bathroom
	CT
	CT
	GWB
	CT PRIVATE 

4'0"
	GWB
	1/2 S
	18

	Vocational Rehab. Therapy:

	Clinic Office
	VCT/CP
	RB
	GWB
	
	AT
	3/4 S‑T
	23

	Treatment Clinic
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T

	53

	Equipment Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S
	34

	Educational Therapy:

	Clinic Office
	VCT/CP
	RB
	GWB
	
	AT
	3/4 S‑T
	23

	Treatment Clinic
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T

	53

	Equipment Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S
	34

	Driver Training:

	Clinic Office
	VCT/CP
	RB
	GWB
	
	AT 
	3/4 S‑T
	23

	Instruction, Orientation, and Simulator Area
	VCT/CP
	RB
	GWB
	
	AT 
	1/2 V‑T
	52

	Compensated Work Therapy:

	Clinic Office
	VCT/CP
	RB
	GWB
	
	AT 
	3/4 S‑T
	23

	Clinic Work Area
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T

	52

	Storage Area
	VCT
	RB
	GWB
	
	AT
	11/12 U‑W
	13

	Male Wheelchair Toilet
	CT
	CT
	GWB
	CT

4'0"
	AT
	1/2 S
	14

	Female Wheelchair Toilet
	CT
	CT
	GWB
	CT

4'0"
	AT
	1/2 S
	14

	Evaluation Area
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	53

	Patient Rest Area
	VCT
	RB
	GWB
	
	AT
	1/2 U‑T
	53

	Incentive Therapy:

	Clinic Office
	VCT/CP
	RB
	GWB
	
	AT
	3/4 S‑T
	23

	Assignment Area
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	52

	Tool Area
	VCT
	RB
	GWB
	
	AT
	13/14 S
	26

	Showers, Lavatory, and Watercloset
	CT
	CT
	GWB

	CT

4'0"
	AT (SP)
	1/2 S
	1

	Cardiopulmonary Rehab. Center Work Evaluation Program:

	Administration Offices
	CP
	RB
	GWB
	
	AT
	3/4 S‑T
	23

	Evaluation Clinic
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	53

	Equipment Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S
	34

	Basic Clinic
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	53

	Therapeutic Pool
	CT
	CT
	CT
	
	PCP
	1/2 V‑T

	53

	Dressing, Showers, and Toilet Area
	CT
	CT
	CT
	
	PCP
	1/2 S
	1

	Clean/Soiled Towels and Suits
	CT
	CT
	CT
	
	PCP
	13/14 T 
	31

	Corridor 
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T ADO
	126



� Provide acoustical/tackable wall fabric on one wall.


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� Use X door where VAMC includes an SCI Unit.


� See Architectural Design Manual, "Electromagnetic Shielding".


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Provide X door if VAMC includes SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Use X door where VAMC includes an SCI Unit.


� Provide X door if VAMC includes SCI Unit.


� Full height CT at tub/shower on concrete backboard with PL ceiling.


� Use X door where VAMC includes an SCI Unit.


� See Section II, "Doors and Hardware".
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