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Service ‑ Surgical


	ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	NOTES:
(a)
Rooms or Spaces are based on Space Criteria and the Surgical Design Guide.


(b)
Doors from corridor to operating rooms to be a minimum of 4'‑0".  Doors from clean core to operating rooms to be a minimum of 3'‑8".  All other doors into operating rooms 3'‑0".

	Administrative/Staff Offices:



	Office, Chief, Surgical Service
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	52

	Office, Chief, Anesthesiology
	CP
	RB
	GWB-W
	
	AT
	1/2 S‑T
	23

	Office, Head of Surgical Section
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	52

	Office, Asst. Chief, Surgery
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Asst. Chief, Anesthesiology
	CP
	RB
	GWB‑W
	
	AT
	1/2 S-T
	23

	Office, Secretary/Waiting
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T/ Open
	23

	Clerical


	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Office, Staff Surgeon, Anesthesiologist, Resident, and Nurse Anesthetist
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	52

	Office, Surgical/ Anesthesiology Residents
	CP
	RB
	GWB-W
	
	AT
	1/2 S
	23

	Office, Operating Room Coordinator
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Quarters, On‑Call


	See Chapter 274

	Operating Rooms (OR) (Aseptic):

	General OR (Ambulatory, Eye, ENT, etc.)

	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 V‑T
 1/2 QQ‑T
	12

79

	Special OR (Orthopedic, Vascular) 
	WSF
	WSF
	GWB  (SC)

	
	GWB
	15 V‑V
 15 QQ‑V
	104

109

	Cardiac/ Neurosurgery OR
	WSF
	WSF
	GWB (SC)
,

	
	GWB
	15 V‑V
 15 QQ‑V
	104

109

	Operating Room Support:


	Clean Core (Staff Workroom)
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 VV‑T

	12

	Scrub-up Area (Aseptic OR)

	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 S‑T or 15 S-V and Open
	108

	Sub-sterile Room (Cabinet-enclosed Equipment)

	WSF
	WSF
	GWB (SC)
	
	GWB
	15 S‑V
	12

	Sub-sterile Room (Recessed Equipment)

	WSF
	WSF
	GWB (SC)
	
	GWB
	15 S‑V
	12

	Radiographic Film Processing Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 S or

1/2 S-M
	69 or

14

	Frozen Section Laboratory
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 S
	67

	Receiving Room/ Dispatch Room (Cart Lifts To/From SPD)
	WSF
	WSF
	GWB (SC)
	
	GWB
	Open
	

	Equipment and Apparatus Storage
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 V‑T
	69

	Clean and Sterile Supplies Storage
	WSF
	WSF
	GWB (SC)
	
	GWB
	11/12 V‑T
	42

	Soiled Holding/ Disposal Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	11/12 V‑W
	42

	External Radiographic Control Room

	WSF
	WSF
	GWB (SC)
	
	GWB
	15 S‑V
	67

	Heart/Lung Machine Preparation Room

	WSF
	WSF
	GWB (SC)
	
	GWB
	15 S
	69

	Plaster and Splint Storage Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	15 S
	69

	Special Recording Equipment Room

	WSF
	WSF
	GWB (SC)

	
	GWB
	15 S
	69

	Anesthesia Workroom and Equipment Storage
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 V‑T
	69

	Office, Head Nurse
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 S‑T
	23

	Control and Communications Center
	WSF
	WSF
	GWB (SC)
	
	GWB
	Open
	

	Patient Holding Area
	WSF
	WSF
	GWB (SC)
	
	GWB
	Open
	

	Family Waiting Room
	WSF
	WSF
	GWB (SC)/  GWB‑W
	
	GWB
	1/2 S‑T
	40

	Gas Cylinder Storage Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	11/12 S
	42

	Gurney Storage Area 
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 V 
	4

	Nerve Block Induction Room 
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 W‑T
	72

	Housekeeping Aids Closet (Clean Core 60 NSF)
	WSF
	WSF
	GWB (SC)
	CT 4'0"
	GWB
	1/2 T
	25

	Housekeeping Aids Closet (Peripheral Corridor 100 NSF)
	WSF
	WSF
	GWB (SC)
	CT 4'0"
	GWB
	1/2 T
	13

	Dedicated Electrical Closet (Clean Core OR's)
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 V
	13

	Automatic Uniform Dispensing Room 
	VCT
	RB
	GWB
	
	AT
	1/2 S
	67

	Locker, Lounge, Toilet, and Shower Facilities (LLTS):

	Lounge, Entire Surgical Suite Staff
	CP
	RB
	GWB/W
	
	AT
	1/2 S‑T
	1

	Lounge, Surgeons, Residents, and Students
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	1

	Lounge, Nurses & Other OR Staff Members
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	1

	Nourishment Kitchen (Reserved)
	VCT
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Dictation Cubicle
	CP
	RB
	GWB-W
	
	AT
	Open
	

	Locker Rooms (Male/Female)
	VCT
	RB
	GWB
	
	AT
	1/2 S
	1

	Shower Area Male/Female
	CT
	CT
	CT
	
	PCP
	1/2 S/ Open
	1

	Ambulatory Surgery Support Space:

	Changing Cubicles & Patient Lockers
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 S
	1

	Wheelchair Toilet (Male/Female)
	CT
	CT
	GWB (SC)
	CT 4'0"
	GWB
	1/2 S
	14

	Post Operative Recovery Lounge
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 W-T
	67

	Cystoscopy Suite and Cystoscopy Suite Support (Septic Surgery):

	Cystoscopy Room
	WSF
	WSF
	GWB (SC)

	
	GWB
	15 V‑V

15 QQ‑V
	104

109

	Cystoscopy Room with Shockwave  Lithotripsy
	WSF
	WSF
	GWB (SC)

	
	GWB
	15 V‑V

15 QQ‑V
	104

109

	Instrument Preparation and Storage Room
	WSF
	WSF
	GWB (SC)

	
	GWB
	1/2 S‑T
	69

	Radiographic Film Processing Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 S or

1/2 S-M
	69 or

14

	External Radiographic Control Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	Open
	

	Scrub-up Area

	WSF
	WSF
	GWB (SC)

	
	GWB
	15 S‑V
 1/2 S‑T
	108

11

	Housekeeping Aids Closet
	WSF
	WSF
	GWB (SC)
	CT 4'0"
	GWB
	1/2 T
	13

	Post Anesthesia Recovery Room Facilities (PAR):

	Entry
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 SS‑T (ADO)

	126

	Recovery Beds (Cubicles)
	WSF
	WSF
	GWB (SC)
	
	AT (SP)
	Open
	

	Nurses Station
	WSF
	WSF
	GWB (SC)
	
	AT (SP)
	Open
	

	Staff Toilet
	WSF
	WSF
	GWB (SC)
	CT 4'0"
	GWB
	1/2 S
	1 or 18

	Clean Utility
	WSF
	WSF
	GWB (SC)
	
	GWB
	11/12 V‑W
	42

	Soiled Utility
	WSF
	WSF
	GWB (SC)
	
	GWB
	11/12 V‑W
	42

	Storage
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 V
	42

	Medication Preparation Room
	WSF
	WSF
	GWB (SC)
	
	AT (SP)
	1/2 S
	13

	Isolation Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	3/4 X‑T
	67

	Ante Room To PAR Isolation Room
	WSF
	WSF
	GWB (SC)
	
	GWB
	1/2 S‑T
	12

	Corridors, Peripheral
	WSF
	WSF
	GWB (SC)
	
	AT (SP)
	1/2 VV‑T/ ADO
,

	126


� Use lead lined doors if room contains fixed x-ray units.


� Doors from clean core into operating rooms.


� See Standard Detail No. 24, "Lead Lining in X-ray Rooms".


� Doors from clean core into operating rooms.


� See Standard Detail No. 24, "Lead Lining in X-ray Rooms".


� See Architectural Design Manual, "Electromagnetic Shielding".


� Doors from clean core into operating rooms.


� Doors from support spaces into operating rooms may need to be lead lined.


� See Section II, "Doors and Hardware".


� Doors from support spaces into operating rooms may need to be lead lined.


� Doors from support spaces into operating rooms may need to be lead lined.


� Doors from support spaces into operating rooms may need to be lead lined.


� Doors from support spaces into operating rooms may need to be lead lined.


� Doors from support spaces into operating rooms may need to be lead lined.


� Doors from support spaces into operating rooms may need to be lead lined.


� See Architectural Design Manual, "Electromagnetic Shielding".


� See Standard Detail No. 24, "Lead Lining in X-ray Rooms".


� See Standard Detail No. 24, "Lead Lining in X-ray Rooms".


� See Standard Detail No. 24, "Lead Lining in X-ray Rooms".


� Doors from support spaces into cystoscopy rooms must be lead lined.


� See Standard Detail No. 24, "Lead Lining in X-ray Rooms".


� Doors from support spaces into cystoscopy rooms must be lead lined.


� Automatic Door Opener:  See Architectural Design Manual, "Automatic Doors".


� Automatic Door Opener.  See Architectural Design Manual, "Automatic Doors".


� See Section II, "Doors and Hardware".
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