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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Supply Service Warehouse


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Medical and General Storage
	C‑PUT
	CMU/PRIVATE 

RB
	CMU/

GWB

	
	EXP
	11/12 UU‑W
	43

	Medical Research Storage
	C‑PUT
	CMU/

RB
	CMU/

GWB

	
	EXP
	11/12 UU‑W
	 43

	Receiving and Issue Area
	C‑PUT
	CMU/

RB
	CMU/

GWB

	
	EXP
	10'0" x 10'0"

Power Operated Roll‑Up Doors


	Unposted Stock Holding Area
	C‑PUT
	CMU/

RB
	CMU/

GWB

	
	EXP
	11/12 UU‑W
	77

	Flammable Storage
	C
	CMU
	CMU

	
	EXP
	26 U
	43

	Medical Gas Storage
	C‑PUT
	CMU
	CMU

	
	EXP
	26U
	43

	Equipment Storage
	C‑PUT 
	CMU/

RB
	CMU/

GWB

	
	EXP
	11/12 V‑W
	43

	Forms Storage/ Processed Stores (Office Supplies)
	C‑PUT 
	CMU/

RB
	CMU/

GWB

	
	EXP
	11/12 V‑W
	43

	Subsistence Storage
	C‑PUT/VCT
	CMU/

RB
	CMU/

RB

	
	EXP
	11/12 UU‑W
	43

	Excess Property Storage
	C‑PUT 
	CMU/

RB
	CMU/

GWB

	
	EXP
	11/12 V‑W
	43

	Dialysis Storage
	C‑PUT 
	CMU/

RB
	CMU/

GWB

	
	EXP
	11/12 V‑W
	43

	Office, Storekeeper
	VCT
	RB
	CMU/

GWB

	
	AT
	1/2 S‑T
	23

	Staff Toilets, Lockers and Lounge
	See Chapter 410

	Corridor
	C‑PUT
	CMU/ RB
	CMU/

GWB

	
	EXP
	1/2 VV‑T
	82



� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� See Standard Detail No. 37A for requirements where winter design temperature is below 10oF.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� Full height partitions to underside of structural floor.


� See Section II, "Doors and Hardware".
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