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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Prosthetics and Sensory Aids


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Administrative Offices:

	Chief of Services
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Assistant Chief of Services/Prosthetic Representative
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Secretary & Waiting
	CP
	RB
	GWB‑W
	
	AT
	Open
	

	Dispensing Prosthetics Clerks
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	23 

	Reception and Waiting
	VCT
	RB
	GWB
	
	AT
	3/4 U‑T
	23

	Prosthetic Appliance Storage Room:

	Storage Area
	VCT
	RB
	GWB
	
	AT
	1/2 V‑W
	34

	Mailing Area
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	53

	Orthopedic Evaluation:

	Team Evaluation/ Multi‑Purpose Room
	VCT
	RB 
	GWB

	
	AT
	1/2 V‑T
	52

	Fitting/Exam Room
	VCT
	RB
	GWB
	
	AT
	1/2 V
	69

	Dressing Room
	VCT
	RB
	GWB
	
	AT
	1/2 S
	14

	Patient Wheelchair Toilets
	CT
	CT
	GWB
	CT PRIVATE 

4'0"
	AT
	1/2 S
	1

	Orthotic Laboratory:

	Orthotist Office
	CP
	RB
	GWB
	
	AT
	1/2 S
	23

	Orthotic Laboratory 
	VCT
	RB
	GWB
	
	AT
	11/12 U‑W
	45

	Shoe Modification Materials Storage
	VCT
	RB
	GWB
	
	AT
	11/12 U‑W
	45

	Wheelchair Repair Area
	VCT
	RB
	GWB

	
	AT
	1/2 U‑T
	69

	Wheelchair Workspace
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	52

	Wheelchair‑Active Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	52

	Wheelchair Parts Storage
	VCT
	RB
	GWB
	
	AT
	1/2 S‑T
	52

	Lockers, Lounge
	See Chapter 410 LLTS

	Staff Toilet
	CT
	CT
	GWB
	CT 

4'0"
	AT
	1/2 S
	1

	Housekeeping Aids Closet
	CT 
	CT
	GWB (SC)
	CT 

4'0"
	AT (SP)
	1/2 T
	13

	Restoration Clinic:

	Eye Fitting Studio
	VCT
	RB
	GWB
	
	AT
	1/2 U
	67

	Facial/ Body Fitting Studio
	VCT
	RB
	GWB
	
	AT
	1/2 W
	67

	Restoration Laboratory (with materials and cast storage)
	VCT
	RB
	GWB
	
	AT
	11/12 U‑W
	45

	Corridors
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T/
	6



� See VA Construction Standard 34�1, "Noise Transmission Control".


� See VA Construction Standard 34�1, "Noise Transmission Control".


� See Section II, "Doors and Hardware".
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