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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Dialysis Center


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARDWARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W.NO.

	Dialysis Bed/Chair Area:

	One‑Bed Room
	RSF
	RSF
	GWB‑W
	
	AT
	1/2 W‑T
	7/5

	Bedrooms and Multi‑Bed Area
	RSF
	RSF
	GWB‑W
	
	AT
	1/2 W‑T
	7/5

	Dialysis Training Bedroom
	RSF
	RSF
	GWB‑W
	
	AT
	1/2 W
	23

	Toilet Room:

	Wheelchair Water Closet and Lavatory
	CT
	CT
	GWB
	CTPRIVATE 

4'0"
	AT
	1/2 S
	1

	Lockers
	VCT
	RB
	GWB
	
	AT
	1/2 S 
	1

	Staff Toilet
	CT
	CT
	GWB
	CT

4'0"
	AT
	1/2 S
	1

	Staff Showers & Locker Facilities
	See Chapter 410 LLTS

	Nurse Station
	CP
	RB
	GWB‑W
	
	AT
	Open
	

	Clean Utility Room
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	11/12 V‑W
	45

	Soiled Utility Room
	RSF
	RB
	GWB (SC)
	
	AT (SP)
	11/12 V‑W
	45

	Storage Alcove, Wheelchair and Stretcher
	VCT
	RB
	GWB
	
	AT
	Open
	

	Housekeeping Aids Closet
	CT
	CT
	GWB (SC)
	CT

4'0"
	AT (SP)
	1/2 T
	13

	Treatment Equipment Service Room:

	Soiled Equipment Service Area
	RSF
	RSF
	GWB (SC)
	
	AT (SP)
	1/2 X‑T
	69

	Clean Equipment Service Area
	RSF
	RSF
	GWB (SC)
	
	AT (SP)
	1/2 X‑T
	69

	Storage Area
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	69

	Dialysate Preparation Room
	RSF
	RSF
	GWB (SC)
	
	AT (SP)
	1/2 V‑T
	69

	Water Treatment Room
	RSF
	RSF
	GWB (SC)
	
	AT (SP)
	1/2 V‑T
	69

	Examination and Treatment Room
	RSF
	RSF
	GWB

	
	AT (SP) /GWB Lay‑in Panels in Grid System
	1/2 X
	69

	Laboratory, Biochemistry
	RSF
	RSF
	GWB
	
	AT
	1/2 V‑T
	69

	Administration:

	Office, Chief
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Asst. Chief
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Secretary & Waiting
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Office, Clerical
	CP
	RB
	GWB‑W
	
	AT
	1/2 S‑T
	23

	Office, Staff Physician
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Social Worker
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Chief Chemist
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Chief Nurse
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Office, Self‑Dialysis Support Personnel
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Storage Area
	VCT
	RB
	GWB
	
	AT
	11/12 V‑W
	69

	Education:

	Office, House Staff
	CP
	RB
	GWB‑W
	
	AT
	1/2 S
	23

	Study Cubicle
	CP
	RB
	GWB
	
	AT

	1/2 U‑T
	17

	Conference/Classroom
	CP
	RB
	GWB‑W
,

	
	AT

	1/2 U‑T
	40

	Corridor
	VCT
	RB
	GWB
	
	AT
	1/2 VV‑T
	6



� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See VA Construction Standard 34-1, "Noise Transmission Control".


� Provide acoustical/tackable wall fabric on one wall.


� See VA Construction Standard 34-1, "Noise Transmission Control".


� See Section II, "Doors and Hardware".
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