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ROOM FINISHES, DOOR AND HARDWARE SCHEDULE

Service ‑ Building Management-Laundry


	PRIVATE 
ROOM OR SPACE
	FINISHES
	DOORS
	HARD-WARE

	
	FLOOR
	BASE
	WALLS
	WAIN
	CEILING
	DOOR SYMBOL
	H.W. NO.

	Administrative Offices:

	Office, Laundry Plant Manager
	VCT/CP
	RB
	GWB‑W
	
	AT
	1/2 H
	23

	General Adminis-tration Area (Open)
	VCT/CP
	RB
	GWB‑W
	
	AT
	Open
	

	Lunch Room/Training Room/Vending Machine/ Kitchen
	VCT 
	RB
	GWB‑W
	
	AT
	1/2 H‑T
	52

	Toilets, Showers & Lockers
	See Chapter 410

	Housekeeping Aids Closet (HAC)
	CT
	CT
	CT
	
	AT (SP)
	1/2 J
	13

	Storage
	VCT
	RB
	GWB
	
	AT
	11/12 K‑W
	69

	Receiving Area
	RF
	RB
	CMU/ GWB
	
	EXP
	

	

	Sorting and Washing Area

	RF
	RB
	CMU/ GWB

	
	EXP
	

	

	Linen Storage Room
	RF
	RB
	CMU/ GWB
	
	EXP
	11/12 HH(W)
	43

	Central Liquid Supply System Room
	C/RF
	RB
	CMU (SC)
	
	EXP
	11/12 K‑W
	43

	Cart Washer Area
	RF
	RB
	CMU (SC)/ GWB (SC)
	
	EXP
	

	

	Clean Linen Processing Area
	RF
	RB
	CMU (SC)/ GWB (SC)
	
	EXP
	

	

	Clean Linen Holding (Flow Rack) and Assembly Area
	RF
	RB
	CMU (SC)/ GWB (SC)
	
	EXP
	

	

	Distribution Area (Cart Storage, Dispatch Area, Dock Area)
	RF
	RB
	CMU (SC)/ GWB (SC)
	
	EXP
	

	

	Linen Pack Preparation Room
	RF
	RB
	CMU (SC)/ GWB (SC)
	
	AT (SP)
	1/2 K‑T
	69

	Linen Repair Area
	RF
	RB
	GWB
	
	AT
	1/2 K‑T
	69

	Entrance Vestibules
	RF
	RB
	CMU (SC)/ GWB (SC)
	
	AT
	1/2 K‑T
	69

	Medical Center Linen Support Area:

	Linen Collection Room
	VCT
	RB
	GWB
	
	AT
	1/2 V‑T
	69

	Soiled Linen Cart Storage Room
	VCT
	RB
	GWB (SC)
	CTPRIVATE 

5'0"
	AT (SP)
	11/12 SS‑W
	43

	Clean Linen Cart Storage Room
	VCT
	RB
	GWB (SC)
	CT

5'0"
	AT (SP)
	11/12 SS‑W
	43

	Uniform Exchange Room
	VCT
	RB
	GWB (SC)
	
	AT (SP)
	1/2 V‑T or Open
	69

	Corridor
	VCT
	RB
	CMU (SC)/ GWB (SC)
	
	EXP
	1/2 V
	69



� As required.


� Barrier wall furnished by equipment contractor.


� Full height partition.


� As required.


� As required.


� As required.


� As required.


� As required.


� See Section II, "Doors and Hardware".
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